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ASBESTOS CONTAINING MATERIALS - INDEX

ASBESTOS CONTAINING MATERIALS - AREA LOCATIONS

FLOOR TILE

SHEET FLOORING

. TAR PAPER FLOORING

D. BLACK FLOOR TILE MASTIC
E. SHEET FLOORING MASTIC
F. (1'X1") CEILING TILE GLUE DOT MASTIC
G. BLACK BASEBOARD MASTIC
H. YELLOW CARPET MASTIC

I. CERAMIC TILE MASTIC

J. SINK MASTIC

K. VINYL WALL PANEL MASTIC
L

M

N

O

P

IN

O ® >

. MIRROR MASTIC
. BLACK TAR ROOFING MASTIC

. VENT ROOFING MASTIC

. WHITE PIPE SEAM/END CAP MASTIC (FIBERGLASS)
. WHITE DUCT MASTIC (ON FIBERGLASS

SULATION)

T. TRANSITE BOARD
U. TRANSITE TABLE TOP

X. WINDOW CAULK

Y. WALL CAULK

Z. DOOR CAULK

AA. CEILING CAULK

BB. EXTERIOR WALL CAULK
CC. LOUVER VENT CAULK

DD. DRYWALL/JOINT COMPOUND

EE. GLUE DOT ON DUCT WORK

FF. METAL DUCT SEAM SEALANT

GG. FIBERGLASS DUCT INSULATION SEAM TAPE
GLUE

HH. SEAM PARGING INSULATION

[I. MUDDED FLUE INSULATION

JJ. FLANGE BLANKET INSULATION

KK. PIPE SUPPORT/SADDLE INSULATION

LL. PIPE/FITTING INSULATION

MM. CLOTH VIBRATION ISOLATOR

NN. KILN INSULATION

OO. FREEZER INSULATION/INSULATION MASTIC
PP. TAR PAPER ROOFING

QQ. FIBER BOARD ROOFING

RR. TRANSITE ROOFING

SS. ROLLED MULTI-LAYERED BOARD/TAR ROOFING
TT. ROOFING

VV. CONTAMINATED SOIL
WW. ASBESTOS DEBRIS

YY. ENERGY RECOVERY WHEEL

XX-XXX | - AREA DESIGNATION

- AREA NOT YET SURVEYED

- ACM HAS BEEN REMOVED

Q - ASBESTOS CONTAINING MATERIAL DESIGNATION

@ - ASSUMED ASBESTOS CONTAINING MATERIAL (NOT YET SAMPLED)

@ - ASBESTOS CONTAINING MATERIAL ASSUMED PRESENT UNDERNEATH OR BEHIND MATERIAL

GENERAL NOTES

MATERIALS SURVEYED BY AREA.

1. REFER TO THE ASBESTOS MANAGEMENT SPREADSHEET FOR DETAILED LISTING OF

2. FOR QUESTIONS CONTACT ASBESTOS PROGRAM MANAGER @ 4715.
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ASBESTOS CONTAINING MATERIALS

A. FLOOR TILE

B. TAN STONE PATTERNED LINOLEUM FLOOR SHEETING

C. FAUX BRICK LINOLEUM FLOOR SHEETING

D. DRYWALL JOINT COMPOUND

E. WINDOW CAULK
F. WINDOW GLAZING
G. FIRE DOOR

H. ASSUMED PIPE AND PIPE FITTING INSULATION
I. ASSUMED DUCT SEAM SEALANT
J. ASSUMED CERAMIC TILE MASTIC

K. ASSUMED MIRROR MASTIC

L. ASSUMED TAN STONE PATTERNED LINOLEUM FLOOR SHEETING
M. ASSUMED VINYL WALL MASTIC
N. ASSUMED ROOFING MATERIALS
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First Floor Plan - Demolition

1/ n = 1!_0"

GENERAL NOTES

KEY NOTES =1

REMOVE ALL EXISTING RADIATORS (5 places).

ALL INTERIOR DRYWALL AROUND THE PERIMETER OF 313B TO REMAIN.

SELECTIVELY DEMOLISH EXISTING PARTITION FOR NEW DOOR. REFER

TO NEW CONSTRUCTION PLAN FOR ADDITIONAL INFORMATION.

EXTERIOR DOOR & HARDWARE TO REMAIN.

PROVIDE ICRA APPROVED TYPE 2 CONSTRUCTION BARRIER PARTITION.

FINALIZE EXTENT & LOCATION WITH COR.

6. REMOVE DECKING RAILINGS & STAIRS (FIELD CHECK EXISTING

CONDITIONS).

REMOVE ALL FLOOR FINISHES DOWN TO SUB-FLOOR.

REMOVE DRINKING FOUNTAIN.

9. REMOVE EXISTING WINDOW AND ENLARGE MASONRY OPENING FOR
NEW WINDOW. REFER TO NEW CONSTRUCTION PLAN FOR ADDITIONAL
INFORMATION.

10. ALL CORRIDOR SIDE DRYWALL TO REMAIN, ALL STUDS TO REMAIN BUT
ALL INTERIOR FINISHES TO BE REMOVED. INSTALL DRYWALL, FUR OUT
WITH 7/8" FURRING STRIPS AS NEEDED TO MAKE LEVEL.

11. REMOVE EXISTING WINDOW AND ENLARGE MASONRY OPENING IF
NECESSARY TO ACCOMMODATE NEW LOUVER. REFER TO NEW
CONSTRUCTION PLANS & MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

12. REMOVE EXISTING RADIATOR LOCATED IN CORRIDOR (FIELD CHECK
EXISTING CONDITIONS).

13. REMOVE & SALVAGE ACCESS DOOR FOR RE-USE. ON EXTERIOR

14. REMOVE EXISTING WALLS/STRUCTURE.

15. REMOVE EXISTING WALL MOUNTED BRACKETS FOR TV & VIDEO
DEVICES. SALVAGE FOR REINSTALLATION AT SAME LOCATION.

16. REMOVE & SALVAGE HIRSCH PANEL & COMPONENTS. REINSTALL AT
NEW LOCATION. REFER TO NEW CONSTRUCTION PLANS & ELECTRICAL
DRAWINGS FOR ADDITIONAL INFORMATION.

17. REMOVE 4" OF TOP SOIL. COORDINATE EXTENT OF REMOVAL WITH NEW
RAMP DESIGN. PROVIDE 10ML VAPOR BARRIER & 4" OF WASHED GRAVEL
OVER REMOVED AREA.

18. REMOVE BOTH EXISTING FIRE HOSE CABINETS. REMOVE FIRE HOSE
CONNECTION BACK TO BRANCH & CAP. REFER TO PLUMBING DRAWINGS
FOR ADDITIONAL INFORMATION.

19. RELOCATE SALVAGED ACCESS DOOR TO THIS SIDE OF BUILDING. CUT
MASONRY TO SIZE REQUIRED FOR DOOR. PROVIDE PAINTED STEEL
LINTEL AT ACCESS DOOR HEAD.

20. REMOVE EXISTING WINDOWS. TO BE REPLACED WITH WINDOWS TO FIT

SAME SIZE OPENING. REFER TO WINDOW SCHEDULE.

wn =

o>

o ~N

LEGEND

REMOVE WALL

y R

REMOVE WINDOW

\ REMOVE DOOR

|
| REMOVE SINK

REMOVE DRINKING FOUNTAIN

|\ REMOVE TOILETS

REMOVE CEILING TILES
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GENERAL NOTES

1. LEAVE ALL FIRE ALARM DEVICES CONNECTED IN PLACE.
2. PRESSURE ALL SMOKE & WIRELESS DEVICES.
3. FIRE SPRINKLER TO BE ACTIVE THROUGHOUT DEMOLITION &

CONSTRUCTION.
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RETAIN & RE-USE EXISTING DRY SPRINKLER SYSTEM INCLUSING HEADS.

2. ALL DIFFUSERS, REGISTERS, EXHAUST FANS & ACCESS PANELS ARE
SHOWN ON THE DRAWINGS IN APPROXIAMTE LOCATIONS. FIELD VERIFY
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LOCATION WITH CONSIDERATION TO OTHER SYSTEMS & COMPONENTS
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3. NEW CEILING TO BE INSTALLED AT SAME ELEVATION AS EXISTING

CEILING TO ELIMINATE ANY ADJUSTMENTS TO THE SPRINKLER HEAD

LOCATIONS.
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5-0"TYP. OR ASPHALT AS NEEDED.
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1. REFERENCE SHEET AE-600 FOR PARTITION TYPES, AE-601 FOR
DOOR/HARDWARE SCHEDULE, AE-602 FOR WINDOW SCHEDULE, IN-600
FOR FINISH SCHEDULE & PL-100 FOR PLUMBING SCHEDULE.
2. FOR ALL UPPER & LOWER CABINETS USE COMMERCIALLY AVAILABLE
SIZES EQUAL TO SIZES SHOWN IN DETAILS.
3. ALL UPPER & LOWER CABINETS TO BE RAIL & STILE.
4. ALL HINGES TO BE SELF CLOSING.
5. ALL CABINETRY IS TO BE MELAMINE INTERIOR & SHELVING W/PLASTIC
LAMINATE COUNTER TOPS, DOORS & DRAWER.
6. ALL UPPER & LOWER CABINETS TO HAVE ADJUSTABLE MELAMINE
SHELVING (Not including the sink base cabinet).
7. ALL UPPER & LOWER CABINETS & DRAWERS TO HAVE DOOR PULLS.
8. ALL UPPER CABINETS GET BULKHEAD FROM THE TO[ OF CABINET TO
CEILING.
f\/ N | Line of drywall
Line of drywall I bulkhead (Typ.)
/bulkhead (Typ.) N /(See note 9)
(Seenote R KEY NOTES = =
_— - J
o B e e N - - - - - - - - - ] o
| | \ Melamine rail & stile I 1 l Plastic laminate rail &
_||{~————1—upper & lower o —stile upper & lower
o | cabinets (Typ.) | cabinets (Typ.)
i \I*:*:*:*}:*}:*}:O*H\ : i \l*iffffffffofﬁ\ !
. Adjustable shelving ° Adjustable shelving
S __melamine finish on heavy g o . _melamine finish on heavy
o | duty metal pin supports :, o | duty metal pin supports
° | = (Typ.) - = 2 (Typ)
I/é |/<
Door pulls & o . Door pulls &
H " self closing hinges (Typ.) self closing hinges (Typ.)
i | k7
N B %T
\Tile, Size & ! \Tile, Size &
Color (TBD) o : Color (TBD) o Plastic laminate backsplash
- - - y ADA sink with offset rear drain
241" L y/
N Plastic laminate Plastic laminate countertops Plastic laminate Plastic laminate countertops /S Plastic laminate countertops
111 ;r/backsplash on 3/4" MDF substrate \:1: / backsplash on 3/4" MDF substrate ] on 3/4" MDF substrate
,\“‘/ f‘\‘ H ~
| | \ AN
- - NN N ) - TN ] N L-- - - f:f:f:f:f:*:*\‘
| ——| \ | | u | ——|
y | ——J] & i | | m & T =1 ¢
:: :: = : | & \ ‘“\
! ! ~ ! o ~ 8" min. B
|- =T _ | =T _ + " Fixed Panel L EGEND
| — NN\ Drawer i 4NN 3 Drawers
:: = | i~ Ciny ~— Door stop
\‘ “ ‘ “‘ \ [
i - - ‘ Door pulls (Typ.) |
| : ‘:j-ffxﬁoor IOU4S & self closing | | “ B (==~ Door pulls & self closing
11 -1k nges (Typ.) i ~ N 3% | & hinges (Typ.)
= s = ‘ — I ! - : :
\; Tl Adjustable shelving | | "~ Plumbing connetion side mid.
i o | - melamine finish on heavy duty ‘ | \ preformed drain & piping
i o | metal pin supports (Typ. j Melamine interior upper & - -
i o \ P pports (Typ.) ! S~ i PP ‘ xPlastlc laminate door (Typ.)
i \ ! | lower cabinets (Typ.)
{ _ ! " Plastic laminate door (Typ.) | \ a ~~___ ADA clearance under
i e ol | | ™~ plastic [ami sink shown hatched
! | "~ Melamine interior upper & ] ; Plastic laminate (Typ.) <
e e D M RS a2 lower cabinets (Typ.) S i ttEe e s '~ Melamine interior upper &
1‘ . ! 5 B lower cabinets (Typ.)
. | NS \*
\Run sheduled flooring & \Run sheduled flooring & Run sheduled flooring &
base thru cabinet(Typ.) base thru cabinet(Typ.) base thru cabinet(Typ.)
Upper & Lower Kitchen Cabinets - Section Upper & Lower Kitchen Cabinets & Drawers - Section ADA Accessible Sink Base Cabinet - Section
1 " 1 " 2 " 1 " 3 n ' "
11/2"=1-0 11/2"=1-0 11/2"=1-0
CO N S U LTANTS ARC H |TECTS Drawing Title Project Title Project Number .
Section Details - Millwork Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facllities
Approved: Project Director Location Drawing Number M an ag eme nt
VAMC, Martinsburg WV
Date Checked Drawn AE 500 Department of
Rev. Date 04-23-2014 MAS CJZ u Veterans Affairs
1 2 3 4 6 | 6 | 8
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10 MIL POLY VAPOR BARRIER

EXISTING GRADE ELEVATION

1 Concrete Slab - Section Detail
112" =1'-0"

GENERAL NOTES

KEY NOTES =1

LEGEND

Drawing Title Project Title Project Number .
CONSULTANTS ARCHITECTS Details Building 313B - Daycare Renovation 613-13-126 Office O_f

Building Number COI’]S'[I‘UC'[IOI’]

313B and Faclilities

Approved: Project Director Location Drawing Number M anaoem ent
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1. ALL TOILETS & WET WALLS TO GET MOLD RESISTANT DRYWALL.
47/8"

i\ % 1-63/8"

[ ) ‘ ‘ »4 \ |
Structure above
E < ;\{ 5/8" Water resistant
O iZ,‘\Acoustical sealant (Typ.) g >§ < 5/drywa|l (Typ)
- 5/8" Gypsum board (Typ.) 1T ,‘;/3_5/8" Metal stud
. : , <
5 \ ) K Sound attenuation
s 3-5/8" Metal stud =™ : / batt insulation (Typ.)
<j 4-1/2" Thermal
g LTV air barrier -
‘ ¥ Tile as scheduled (Typ.) =X s / KEY NOTES = [
3 2 See elevations for heights { <
. ¥ . L] P .
i O >< g Tile as sch_eduled (Ty_p.)
3-5/8" Metal runners % /See elevations for heights

. top & bottom 10 > e
y ~ = 3-5/8" Metal runners
B A QP R top & bottom
(K 4
Base as scheduled (Typ.) i ] <] =K _
\ : ) Flooring as scheduled o Flooring as scheduled
5 Partition 4-7/8" - Wall Section (Tile On Bathroom Side) 6 Partition 18-3/8" - Section
112" =1-0" 112" =1-0"
47/8" 47/8"
| —— —— y 1-3" y
% ﬁummmmmmmHmHmmmmmmmmmn W y  T3A"MIN.
22227007 7 Z

-

NN

/

Partition 4-7/8" - Wall Section

0

Not to Scale

Structure above

Acoustical sealant (Typ.)

5/8" Gypsum board (Typ.)
Use purple board in wet locations

3-5/8" Metal stud

3-5/8" Metal runners
top & bottom

Base as scheduled (Typ.)

Flooring as scheduled

U

/1

N (T

Existing acoustic ceiling system

Provide continuous tape at joint
between wall & ceiling system
for duct control

5/8" Gypsum Board (Typ.)

3-5/8" Metal stud

3-5/8" Metal runners
top & bottom

Provide continuous tape at joint
between wall & ceiling system
for duct control

Partition 4-7/8" - Temp. Construction Barrier Section
2 =1

47/8"

3-03/4"

SN

1-1/2" Laminate top cap

3/8" Metal reveal trim

5/8" Gypsum board (Typ.)

3-5/8" Metal stud

3-5/8" Metal runners
top & bottom

Base as scheduled

Flooring as scheduled

3 Partition 4-7/8" Half-wall - Section
11/2" =1'-0"

—
L
—
7z

—

\

Section

4 Partition 15" -
11/2"=1"-0"

5/8" Water resistant
drywall (Typ.)

3-5/8" Metal stud

Sound attenuation
batt insulation (Typ.)

4-1/2" Thermal
air barrier

Tile as scheduled (Typ.)
See elevations for heights

3-5/8" Metal runners
top & bottom

Flooring as scheduled

LEGEND

CONSULTANTS

ARCHITECTS

Drawing Title

Project Title

Project Number

Office of

Partition Types Building 313B - Daycare Renovation 613-13-126
Building Number COI’]S'[I‘UC'[IOI’]
313B and Faclilities
Approved: Project Director Location VAMC, Martinsburg Wy Drawing Number Management
Date Checked Drawn AE 600 Department of
. S 04-23-2014 MAS CJZ \L Veterans Affairs
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Door & Hardware Schedule
Door Description Door Frame HW Saddle Rating
No. Room Type Material Finish | Opening/Door Size Remarks Type | Material Color Remarks Set Material | Type
313B-1 | 313B-1 Mechanical/Sprinkler A Clear Birch | Clear Ct 2'6"x7'0"x1-3/4" Refer to spec. 1 HM S Alum 1
313B-2 | 313B-2A HSKP A Clear Birch | Clear Ct 3'0"x7'0"x1-3/4" " " 1 HM 5 Alum 1
313B-3 | 313B-3 Storage Room A Clear Birch | Clear Ct 3'0"x7'0"x1-3/4" 1 HM 4 Alum 1
313B-4 | 313B-4 Unisex Bathroom A Clear Birch | Clear Ct 3'0"x7'0"x1-3/4" 1 HM 3 Alum 1
313B-5 | 313B-5 Boys Room A Clear Birch | Clear Ct 3'0"x7'0"x1-3/4" 1 HM 3 Alum 1
313B-6 | 313B-6 Girls Room A Clear Birch | Clear Ct 3'0"x7'0"x1-3/4" 1 HM 3 Alum 1
313B-7 | 313B-7 Daycare Room B | Hollow Metal | PAINT EXISTING (Refinish Only) Exist. | Existing (Refinish Only) Exist. | Existing | Exist.
313B-8 | 313B-8 Daycare Hallway A Clear Birch | Clear Ct EXISTING (Refinish Only) Exist. | Existing (Refinish Only) Exist. | Existing | Exist.
Key:
HM Hollow Metal
GL Glass (Glazing)
ALUM Aluminun
T Tempered Glass
W Wired Glass
Note: Paint colors: see specification section xx xx xx
Hardware Sets: see specifications section xx Xx xx KEY NOTE S =]
Door Types Frame Type
\\\ — \\\ —/
\\\ o /HOSPITAL STOP
A B 1
Hardware Sets
HW-3 : PRIVACY FUNCTION
Quantity Description Model No. Finish Mfr.
3 EA Hinge 5BB1 4.5X4.5 652 IVE
1EA Privacy Set ML 2020 626 CORSB.
1EA Surface Closer 4011 or 4111 Mtg. Bracket, Spacer as req'd 689 LCN
1EA Wall Stop WS407CCV 630 IVE
3EA Silencer SR64 or SR65 as req'd Gray IVE
1EA Coat Hook 571 628 IVE LEG EN D
HW-4 : OFFICE FUNCTION
Quantity Description Model No. Finish Mfr.
3 EA Hinge 5BB1 4.5X4.5 652 IVE
1EA Office Lock ML 2051 626 CORSB.
1EA Wall Stop WS407CCV 630 IVE
3 EA Silencer SR64 or SR65 as reqg'd Gray IVE
1EA Coat Hook 571 628 IVE
HW-5 : STORE ROOM FUNCTION
Quantity Description Model No. Finish Mfr.
3EA Hinge 5 BB1 4.5X4.5 652 IVE
1 EA Storeroom Lock ML 2024 626 CORB.
1EA Wall Stop WS407CCV 630 IVE
1EA Surface Closer 4011 or 4111 Mtg. Bracket, Spacer as req'd 689 LCN
3 EA Silencer SR64 or SR65 as reqd Gray IVE
CO N S U LTANTS ARC H |TECTS Drawing Title Project Title Project Number .
Door & Hardware Schedule Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COﬂS'[I‘UC'[IOI’]
313B and Facilities
Approved: Project Director Location Drawing Number M an ag em ent
VAMC, Martinsburg WV
Date Checked Drawn AE 601 Department of
Rev. Date 04-23-2014 MAS CJZ \L Veterans Affairs
1 2 3 4 5 | 6 | 8
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GENERAL NOTES
1. ALL NEW & EXISTING WINDOWS TO GET SECURITY MESH SCREENS.
Window Schedule REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.
Des. Unit Number/Size New/Existing Muntins Tinting Low E Remarks/Options
A R.O. 3-4"x6'-2" V.I.F. New None None YES Fiberglass Composition Frame
B R.O. 2'-6"x2'-0" V.I.F. New None None YES Fiberglass Composition Frame
3-4" 2'-6"
-
6'-2
KEY NOTES =
LEGEND
Drawing Title Project Title Project Number .
CONSULTANTS ARCHITECTS Window Schedule Building 313B - Daycare Renovation 613-13-126 Office O_f
Building Number COI’]S'[I‘UC'[IOI’]
3138 and Facilities
Approved: Project Director Location Drawing Number M anaoem ent
VAMC, Martinsburg WV J
Date Checked Drawn AE 602 Department of
Rev. Daie 04-23-2014 MAS CJZ \L Veterans Affairs
1 2 3 4 5 6 | 6 | 8
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2 4 6 6 |
GENERAL NOTES
1. SEE SHEET IN 600 FOR FINISH SCHEDULE
e —
‘” RN =
I I 7
******** Tl T f o
Q 3B-2 31384 | | 3.6 T T
CHEN UNISEX IRLS
QCT 9 ’fA TETOSM ,E[ )/NL @> Capri Cork \ @Cdpri Cork DN
‘ /P; ‘[}i P2 AND/OR Rubber Cork AND/OR| Rubber Gork
\ 1 / N COLOR: Bayleaf AD10Q COLOR: Wheat AD1005
P2 )t ) T [ |
] = th cwrbf j :WTD -
S i || = -
LLI —
%\ | KEY NOTES =
] . A2 '&6\&6 RC3 4 Capri Cork ]
Caprl Cork ® /)
RC3 G RC3 HALLWAY ANDIOR Rubber Cork Py AR 5:3232%1‘0% /
COLOR: Red AD2001 DRy o ?/
1710 SF
| 70 !
Existing } (PA' » — _— ] @ Capri Cork
o irg,ri],lf l?r i ] L Re-tire- (Inside circle) /P;
} @\ Color: Roma N__| @Ca)ri Cork
} | AND/OR Rubber Cork
i 3138-3 ﬁ COLOR: Red AD2001
SPR Ndf<lf IMECH bIRLDrg\'\;t |
® @1 CWI2 /
& ) PL/P3 \\_ —
S S o S S S S S
First Floor Plan - Interior Design
1/ n = 1!_0"
LEGEND
Drawing Title Project Title Project Number .
CONSULTANTS ARCHITECTS First Floor - Finish Plan Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COI’]S'[I‘UC'[IOI’]
3138 and Facilities
Approved: Project Director Location Drawing Number M ana ement
VAMC, Martinsburg WV J
Date Checked Drawn | N 100 Department of
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Finish Schedule and Notes
Room Base North Wall East Wall South Wall West Wall Ceiling HVAC Remarks
No. Name Underlayment Material | Finish | Material| Finish Code | Finish | Finish Code | Finish | Finish Code | Finish | Finish Code | Finish | Material| Finish | Height | Heat | Cool
313B-1 | 313B-1 Mechanical/Sprinkler None - Existing VCT1 | RB1 GWB 1 P4 GWB 1 P4 |GWB-Existing P4 |GWB-Existing| P4 |GWB1 9-5" | Yes Yes
313B-2 | 313B-2 Kitchen VCT1 | RB1 GWB 2 PS5 GWB 2 P5 GWB 2 P5 GWB 2 PS5 ' GwB1 9-5" Yes Yes
313B-2A | 313B-2A HSKP VCT1 | RB1 GWB 1 P4 GWB 1 P4 | GWB - Existing P4 |GWB-Existing P4 |GwWB1 9-5" Yes Yes
313B-3 | 313B-3 Storage Room VCT1 | RB1 GWB 2 P4 GWB 2 P4 GWB 2 P4 GWB 2 P4 GwB1 9-5" | Yes Yes
313B-4 | 313B-4 Womens Room CTl | cTB1 GWB 2 P2 GWB 2 P2 GWB 2 P2 GWB 2 P2 | GwB1 9-5" | Yes | Yes
313B-5 | 313B-5 Boys Room CTl | CTB1 GWB 2 P2 GWB 2 P2 GWB 2 P2 GWB 2 P2 | GWB 1 9-5" Yes Yes
313B-6 | 313B-6 Girls Room CTl | CTB1 GWB 2 P2 GWB 2 P2 GWB 2 P2 GWB 2 P2 | GWB1 9-5" Yes Yes
313B-7 | 313B-7 Daycare Room RR1/RC2 RB1 |GWB - Existing| P1/P3 |GWB - Existing | P1/P3 |GWB - Existing | P1/P3 | GWB - Existing | P2/P5 | GWB 1 9-5" Yes Yes
313B-8 | 313B-8 Daycare Hallway RC2 RB1 GWB 1 P2 None P2 GWB 1 P2 | GWB - Existing P2 | GwB 1 9-5" Yes Yes
Key:
GWB1 | 5/8" Gypsum Wallboard GL Glass (Glazing)
GWB 2 | 5/8" Water/Mold Resistant Gypsum Wallboard P1 Benjamin Moore 2018-50 Morning Sunshine
GWB 3 | 5/8" Type X Gypsum Wallboard P2 Benjamin Moore OC-97 Cream Froth
VCT1 | 12x24 Vinyl Composition Tile  Armstrong Raffia Pearl 55803 P3 Benjamin Moore 2128-10 Black Beauty
CTB1 | Ceramic Base DalTile Keystones C833-color: D317 Biscuit P4 Benjamin Moore AF-390 Glacial Tilt KEY NOTES =
CT1 Ceramic Tile DalTile Keystones 2" Hexagon D317 Biscuit P5 Benjamin Moore HC-118 Sherwood Green
CWT1 | Ceramic Wall Tile DalTile 3"x6" Rittenhouse Square-0169 Waterfall
CWT2 | Ceramic Wall Tile DalTile 3"x6" Rittenhouse Square-0160 Cornsilk EXP Exposed
CWT3 | Ceramic Wall Tile DalTile 3"x6" Rittenhouse Square-1452 Cypress AT Acoustical Ceiling Tile w/2'x2' Suspension Grid
RC1 | Rubber Cork Flooring  Capri Cork AND/OR 4mm color: AD2001 Red
RC2 | Rubber Cork Flooring  Capri Cork AND/OR 4mm color: AD1005 Wheat
RC3 | Rubber Cork Flooring  Capri Cork AND/OR 4mm color: AD1006 Bayleaf
RR1 | Recycled Rubber Floor 4-0rolls  Capri Cork 4mm Color: Re-tire Roma
GR GroutColor: See Interior Elevations
RB1 Resilent Base Roppe Pinnacle Plus Profile 15; 5" H; Color: 631 Sahara
Wall Corner Guards: Acrovyn SSM-20 Color: 101 French Cream
CO N S U LTANTS ARC H |TECTS Drawing Title Project Title Project Number .
Finish Schedule Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facllities
Approved: Project Director Location Drawing Number M an ag eme nt
VAMC, Martinsburg WV
Date Checked Drawn | N 600 Department of
Rev. Date 04-23-2014 MAS CJZ u Veterans Affairs
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ABBREVIATIONS

DUCTWORK SYMBOLS

GENERAL PIPING SYMBOLS

GENERAL NOTES

— 1. ALL PIPING AND DUCTS IN FINISHED ROOMS OR SPACES SHALL BE CONCEALED IN A FURRED
ol S e T e S i o ace somn 0 oICTED o0t
ACU AIR CONDITIONING UNIT GPM GALLONS PER MINUTE SAD SOUND ATTENUATING DEVICE . .
AD  ACCESSDOOR H&CW  HOT & COLD WATER SAT  SUPPLY AIR TEMPERATURE 1 uUP DN EXHAUST DUCT (UP & DOWN) > REDUCER OR INCREASER SIZES ARE NET INSIDE DIMENSIONS.
AF AFTER FILTER HAC HOUSEKEEPING AID CLOSET SC SHADING COEFFICIENT
3. ACCESS PANELS IN HARD SUSPENDED CEILINGS ARE REQUIRED FOR ALL VALVES, TRAPS.
AL o e [TOOR o e L SR SHOKE DAPER (RETURN T up DN RETURN DUCT (UP & DOWN) | TOP CONNECTION, 45° OR 90° DAMPERS, CLEANOUTS, CONTROLS, ETC. ACCESS PANE?S SHALL BE FURNISHED AND
AMP  AMPERGE HOA  HANDIOFF/AUTOMATIC SDS  SMOKE DAMPER (SUPPLY) 1 . . INSTALLED UNDER THE ARCHITECTURAL SPECIFICATIONS.
AP ACCESS PANEL HP HEAT PUMP SEN  SENSIBLE HEAT N A | ‘ < BOTTOM CONNECTION, 45° OR 90 4. TOTAL STATIC PRESSURE NOTED IN THE SCHEDULES INCLUDES DUCT SYSTEM, TERMINAL UNITS,
AGME AVERAN SOGIETY OF MECHANICALENGS.  HRW  HEAT REGOVERY WHEEL She  SUPPLY AR GRILLE 954 — ([ ROUNDAND SQUARE 4-WAY CEILING DIFFUSERS | FILTERS, COILS, ETC.
BFP  BACKFLOW PREVENTER " HSTAT  HUMIDISTAT S SQUARE INCHES 7N ' ] ‘ SIDE CONNECTION 5. DIFFUSER, REGISTER AND GRILLE SIZES SHOWN ON FLOOR PLANS ARE NECK SIZES.
BHP  BRAKE HORSEPOWER HW  HOT WATER SP STATIC PRESSURE L T 6. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR EXACT LOCATIONS OF CEILING
BR  BOTTOMREGISTER HZ HERTZ SPGR  SPECIFIC GRAVITY — SQUARE 3-WAY CEILING DIFFUSERS CAPPED OUTLET DIEEUSERS. REGISTERS AND GRILLES
BTU BRITISH THERMAL UNIT I/O INPUT/OUTPUT SPS STATIC PRESSURE SENSOR ° *‘ ; ‘ ' )
BTUH BRITISH THERMAL UNIT PER HOUR 1AQ INDOOR AIR QUALITY SQFT SQUARE FOOT (FEET) RISE OR DROP IN PIPE
CcC COOLING COIL ID INSIDE DIAMETER SR SUPPLY AIR REGISTER 7
CCD  COOLING COIL CONDENSATE DRAIN IN INCHES sS STAINLESS STEEL hes SQUARE 2-WAY CEILING DIFFUSERS
CD CEILING DIFFUSER INWC INCH WATER COLUMN STC STEAM COIL ‘ {11 UNION
CFM CUBIC FEET PER MINUTE \Y INLET VANES TAB TESTING, ADJUSTING, BALANCE
CG CEILING GRILLE KPA KILOPASCAL TD TEMPERATURE DIFFERENCE
CM CARBON MONOXIDE KW KILOWATT TG TRANSFER GRILLE %:Z} - SQUARE 1-WAY CEILING DIFFUSERS © PIPE UP
Cco CLEAN OUT KWH KILOWATT HOUR TP TRAP
Cc0o2 CARBON DIOXODE LAT LEAVING AIR TEMPERATURE TR TOP REGISTER ﬂ C PIPE DOWN
COP  COEFFICIENT OF PERFORMANCE LBSHR  POUNDS PER HOUR TSP TOTAL STATIC PRESSURE e —— ] LINEAR SLOT DIFEUSER
CP CONDENSATE PUMP LD LINEAR FOOT (FEET) TSTAT THERMOSTAT
CR  CEILING REGISTER LF LATENT HEAT TU  TERMINAL UNIT E’ﬁ THERMOMETER
CRL CONDENSATE RETURN LINE LH LINEAR SLOT DIFFUSER uc UNDER CUT \
CU  CONDENSING UNIT LSD  LEAVING UH  UNITHEATER 7 ———  SUPPLY TOP REGISTER OR GRILLE (WALL TYPE) M PRESSURE GAGE
Cw COLD WATER (POTABLE) LVG LOUVER uL UNDERWRITERS LABORATORY |
D DAMPER - AUTOMATIC LVR LEAVING WATER TEMPERATURE V VALVE
D1 OUTDOOR AIR DAMPER LWT  MANUAL AIR VENT VD VOLUME DAMPER (MANUAL OPPOSED BLADE) | O REFRIGERANT SIGHT GLASS
D2  RETURNAIR DAMPER MAV  MAXIMUM VFD  VARIABLE FREQUENCY DRIVE 7 ~ 1] A EXHAUST OR RETURN CEILING REGISTER OR GRILLE
D-3 RELIEF AIR DAMPER MAX 1000 BTUH VHA VETERANS HEALTH ADMINISTRATION |
DB DECIBELS MBH MINIMUM BRANCH CIRCUIT AMPACITY \ VIBRATION ISOLATOR
Db DRY-BULB TEMPERATURE MCA MOTORIZED DAMPER VSD VARIABLE SPEED DRIVE | N
DDC  DIRECT DIGITAL CONTROLS MD MECHANICAL EQUIPMENT ROOM w WATTS 7 ] ——  EXHAUST OR RETURN BOTTOM REGISTER OR GRILLE (WALL TYPE)
DEG  DEGREE MER  MINIMUM EFFICIENCY REPORTING VALUE ~ WB  WET-BULB (TEMPERATURE) | D RAWI N G SYM BO LS
DF DIFFUSER MERV MOTOR HORSEPOWER \
DIA DIAMETER MHP MINIMUM A
DPS DIFFERENTIAL PRESSURE SENSOR MOV MEAN TEMPERATURE DIFFERENCE
DX  DIRECT EXPANSION MTD  MANUAL VOLUME DAMPER | | a DETAIL NUMBER
DXCC DIRECT EXPANSION COOLING COIL MVD NOT APPLICABLE
EA  EXHAUST AR NA NOISE CRITERIA ¢ i INCLINED RISE, IN DIRECTION OF AIR FLOW w DRAWING NUMBER WHERE DRAWN
EAT ENTERING AIR TEMPERATURE NC NORMALLY CLOSED
ECM ELECTRONIC CONTROLLED MOTOR NO NORMALLY OPEN \ \
ECU  EVAPORATIVE CONDENSER UNIT NOM  NOMINAL INCLINED DROP. IN DIRECTION OF AIR ELOW
EER ENERGY EFFICIENCY RATIO NPSH NET POSITIVE SUCTION HEAD } Hﬂ» } c O ’ CTIONO O A SECTION LETTER
EF EXHAUST FAN NTS NOT TO SCALE ‘ ‘
EG EXHAUST GRILLE OA OUTSIDE AIR
EH - BHAUST HOOD 0% OUTSDEARGRLLE SO FLEXIBLE CONNECTION, EQUIPMENT, VIBRATION, OR SEISMIC H7 DRAWING NUMBER WHERE SHOWN
ER EXHAUST REGISTER oD OUTSIDE DIAMETER — ‘
ERC ELECTRIC REHEAT COIL P PUMP
ESP  EXTERNAL STATIC PRESSURE PC  PUMPED CONDENSATE % VANED ELBOW (PROVIDE ALL SQUARE OR RECTANGULAR ELBOWS WITH EU'&I%'I\’)l‘ENNFOAE\;’\Q'I'QEEF\Q/IEAE?OU,\'IP’\S"EEFT)L'? ESSATED-
EUH  ELECTRIC UNIT HEATER PD PRESSURE DROP VANES EVEN IF SYMBOL IS MISSING) Q ( )
EWT  ENTERING WATER TEMPERATURE PF PRE-FILTER BE SUPPLY FAN NO. 3 IN BUILDING NO. 26
EX. EXISTING FAHRENHEIT PG PRESSURE GAGE 26 -SF 3
F&T FLOAT AND THERMOSTATIC PHC PREHEAT COIL
F/SDPR COMBINATION FIRE SMOKE DAMPER PPM  PARTS PER MILLION j@} VANED ELBOW (SHORT RADIUS) TYPICAL UNIT NG. 1
FC FLEXIBLE CONNECTION PSI POUNDS PER SQUARE INCH :
FD FLOOR DRAIN RA RETURN AIR
FD FIRE DAMPER RAT RETURN AIR TEMPERATURE
FF FINALFILTER RF - RETURNFAN fr[% STANDARD RADIUS ELBOW (LONG RADIUS) BUILDING NO. WHERE EQUIPMENT IS LOCATED
FM FLOW METER RG RETURN GRILLE m ' Q
FPM  FEET PER MINUTE RH RELATIVE HUMIDITY ‘ ‘ ITEM (TERMINAL UNIT SHOWN)
FS FLOW SWITCH RHC REHEAT COIL .
FSTAT FREEZESTAT RHG  REFRIGERANT HOT GAS ;o108 NEW DUCT (INSIDE DIMENSIONS: WIDTH x DEPTH) 26-TU-I-I ITEM NUMBER (TERMINAL UNIT NO. 1)
FT FEET RL REFRIGERANT LIQUID LINE \ !
FT-LB  FOOT-POUND RLA RUN LOAD AMPERE ‘ ‘ \
FV. FACE VELOCITY RPM REVOLUTIONS PER MINUTE e LOUVER (LOUVER SPECIFIED IN ARCHITECTURAL SECTION.) SERVED BY AIR HANDLER UNIT NO. 1
RS REFRIGERANT SUCTION | |
RTU ROOF TOP UNIT
RV RELIEF VALVE mm FLEXIBLE DUCTWORK (INSULATED)
| | EQUIPMENT / DEVICE SYMBOLS
{ { DUCT WITH SOUND LINING
\ \ [l
TAG-? || NEW EQUIPMENT AND TAG, SERVICE CLEARANCE
7 7 MANUAL VOLUME DAMPER | | SHOWN AS DASHED
VD | |
FD———27—
\ == \ [ E— i
7 == FIRE DAMPER | | EXISTING EQUIPMENT, SERVICE CLEARANCE SHOWN
== 3 i AS DASHED
| | S — .
) ) BACK DRAFT DAMPER
| | o i
BDD i i
| | | EQUIPMENT FOR DEMOLITION
: % -
\
45j SUPPLY STANDARD BRANCH SUPPLY OR 1) THERMOSTAT OR TEMPERATURE SENSOR
RETURN, NO SPLITTER (45 TAP)
% % MD MOTORIZED DAMPER
| SD SMOKE DETECTOR
45/Jg SUPPLY
O END OF DEMOLITION
[D S UNIT HEATER (HORIZONTAL) @ POINT OF CONNECTION
@ MAGNEHELIC PRESSURE GAUGE
/ .FD  FIRE DAMPER
T CEILING MOUNTED ACCESS PANEL
CARBON DIOXIDE SENSOR
SPS STATIC PRESSURE SENSOR
CONSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number ff f
Cover Sheet - Mechanical Building 313B - Daycare Renovation 613-13-126 Office o
Abbreviations, Legends and Symbols Building Number Construction
313B and Facilities
Approved: Project Director Location Drawing Number M an ag eme nt
VAMC, Martinsburg, WV
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GENERAL NOTES

KEY NOTES =1

=

REMOVE EXISTING CONDENSING UNIT & ALL ASSOCIATED COMPONENTS.

2.  REMOVE EXISTING CONDENSING UNIT & ALL ASSOCIATED COMPONENTS
ABOVE CEILING.

3. REMOVE AIR HANDLING UNIT & ALL EXISTING SUPPLY & RETURN DUCT

WORK & ALL HANGERS & ASSOCIATED PARTS COMPONENTS ABOVE THE

CEILING.

REMOVE ALL STEAM & CONDENSATE PIPING & ALL ASSOCIATED

EQUIPMENT & HANGERS.

REMOVE RADIATOR, CONDENSATE TRAP, SUPPORTS & ALL ASSOCIATED

EQUIPMENT.

REMOVE PIPING TO PLACE SHOWN & CAP FOR FUTURE USE (Piping not

shown).

REMOVE PIPING TO PLACE SHOWN & CAP FOR FUTURE USE.

A L

Not to Scale

@ First Floor Plan - HYAC Demolition Plan

- [~ - [ [
. J@jﬂilgwil:ﬂiﬂ%ﬂbf?__ - G ot B o B . - B -  pARELEER ke

@4} - - =N _1 - - - - _ — — - — -— -- s B

H
H

B LEGEND

: | ‘ -= - DEMOLITION

-1 --- -- B R e N e T —memmeee- -- --- -- -- --- -- --- -- -y
<t iELbEEEED= S
] __ L] S N

9 First Floor Plan - Mechanical Demolition
1/4" = 1'-0"

CO N S U LTANTS ARC H |TECTS Drawing Title Project Title Project Number Ofﬂce Of

First Floor - HYAC Demolition Plan Building 313B - Daycare Renovation 613-13-126 _
Building Number COI’]S'[I’UC'[IOH
313B and Facilities
Approved: Project Director Location Drawing Number M an agement
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CONNECT TO EXISTING
200 CFM
8XSER \ T
EF-2) <[ @ B B EF-1 EF-1
< ‘ @; | 100 c;/ﬁ 100 ¢
| A3B0 aXBER ax8ER 24x24 SUPPLY 24x24 SUPPLY 24x24 SUPPLY
| KITCHEN 300 CFM 300 CFM 300 CFM
]
| PRV 82 Sk 313B-4 313B-6
1d 4 AM caiL 1o PRIy UN|SEx5(B)ASTFHR00M GIRIéﬁ g'(:)OM
200 CFM Tvp
| 10" : 10" 10"
313B-2A g
HSKP 4 12x12 SUPPLY 12x12 SUPPLY — 7710 CFM
50 CFM 85 CFM 85 CFM
8X8ER 5
EF-3 N _
L (E : o o o KEY NOTES =
[ ] 10 CFM N S . S . S
S ’ ; = 12| TYP. = 2| TYP. = EF-4
S < 8 o [ 8 5 (Typ.) O 1. NEW CONDENSING UNIT ON NEW SLAB.
12x12 SUPPLY | = 6x6 | & [ 6x ./. (See note 3) M 2. ALL HORIZONTAL DUCT WORK TO BE SUPPORTED BY HANGERS IN
[
100 CFM P ATTIC SPACE.
N K3 K1 —Ed KT |1k 150 CF;I 3. ALL FLEX DUCT TO BE NO MORE THEN 5' MAX.
3138-8 ’ 4. WALL MOUNTED THERMOSTAT.
HALLWAY ~ 20x18 20X14 20X10 | 1¢X10 | BXBER 5. BRICKED IN LOUVER IN OLD WINDOW OPENING.
<11 6x6 T= T —E3 6. EXISTING MEDIUM PRESSURE STEAM LINES (MPS).
P Ed Ed 21387 7. EXISTING CONDENSATE RETURN LINE (CRL).
20x18 o - 8. CEILING MOUNTED ACCESS PANELS.
@ 6x6 10 CFM & 6X6 é 6X6 g DAYCARE ROOM 9. EXHAUST FAN.
5 e = j:'\{/ . 1|730 ShF | 10. FIRE DAMPER (See sheet MH 500 detail 1)
. I (SE-includes hallway) X X 11. EXTEND 8" EXHAUST DUCT THRU ROOF TO ROOF CAP.
Existing = = S 12. CONTRACTOR TO COORDINATE LOCATION OF MAIN HVAC LINE WITH
SPif'fi‘r':'Ef SD 12%12 SUPPLY 12x12 SUPPLY — 10 CFM EXISTING CATWALK IN ATTIC.
pIpINg. 50 CFM 85 CFM
12x12 SUPPLY 313B-3 AR
100 CFM STORAGE ROOM 20x18 ' >{ |=——1800 CFM
(V%
oL \ 51 SF ‘
) See detail 2 3138-5
313B-1 = BOYS ROOM L0 10" 10"
SPRINKLER/MECH ROOM - 20x18 52 SF /s / e
92 SF
60 CFM TYP.
= 100 CFM EXH 100 CFM (See note 4)
8X8ER 8X8ER 24x24 SUPPLY 24x24 SUPPLY 24x24 SUPPLY
1o “ 12X14 300 CFM 300 CFM 300 CFM
EF-5 EF-1
MD
F————-
8'DIA WALL CAP
First Floor Plan - HYAC New Construction Plan
1 n _ 1 n
114" =1'-0
FROM RETURN
VD i G
_ ! LEGEND
B 12X14 MIXING T F
— 10
30X24 OA LOUVER/ | % PLENUM /. i 24"x24" DIFFUSER
810 CFM, 4" DEEP — SYSTEMRETURN _ VD | |
PROVIDE BAKED MD 20x18 | SYSTEM SUPPLY
ENAMEL FINISH | 20x18 <] 12’x12" DIFFUSER
AHU RETURN -
24x14 4 EXHAUST FAN
FLEX CONNECTION FLEX CONNECTION
AHU RETURN = AHU SUPPLY
T h /" FIREDAMPER
313B-9 Sprinkler Mechanical - Elevation (Facing West)
2 38" =10"
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number Off f
First Floor - HVAC New Construction Building 313B - Daycare Renovation 613-13-126 ICE O
Plan Building Number COI’]S'[I‘UC'[IOI’]
Approved: Project Director Location Drawing Number M an agement
VAMC, Martinsburg WV
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NOTES:
PRESSURE GAGE STEAM SUPPLY 1. WHEN COIL IS INCLUDED IN CASING MOUNTED ON
VIBRATION ISOLATOR UNITS, THE RUNOUT PIPING
PIPE HANGER SHALL SUPPORT PIPING FOR CONNECTIONS TO COIL SHALL BE INSTALLED
INDEPENDENT OF COIL (TYP.) REDUCER, IF REQUIRED WITH SWING JOINTS TO ALLOW FOR THE VIBRATION.
PITCH COIL DOWN 1/4" [8mm]
PER FOOT TO CONDENSATE —— —— INCREASER, IF REQUIRED 2. PIPING SHALL BE INSTALLED IN SUCH MANNER
OUTLET THAT IT WILL NOT BLOCK THE SWING OR USE OF
ACCESS DOORS OR PANELS; NEITHER SHALL IT
BLOCK THE SERVICING OF FILTERS, VALVES, OR
EQUIPMENT.
5. SUPPLY & RETURN PIPES ARE SHOWN FROM
SAME END. REHEAT COIL MAY HAVE SUPPLY &
| RETURN PIPES FROM OPPOSITE ENDS.
1/2" [15mm]
— CHECK VALVE
VACUUM BREAKER
FULL SIZE TAPPING ——
STEAM CONDENSATE
. RETURN
==
= £
N
z EKL
S E SCALE POCKET
©|
o | Steam Coil - Piping Connections
Not to Scale
AHU-X
m LOCAL DDC CONTROLLER
"y FROM MOTOR
STARTER CIRCUIT INPUTS
MPS COIL RS .@ ROOM TEMP
@ RL .@ DIRTY FILTER
FILTER S
] i < .@ SA TEMP
DPT
o%ngE | N/A| ——.-SD @ Z
= MIXED AIR TEMP
x D SUPPLY
s @ O SUPPLY FAN AIR N/A
i Ay D
b
' .ﬂb MOTOR DAMPER PROVE
/; U ) Q) J @ TS |
4 SMOKE DAMPER
NC @ TS | \
[MD ] DX COIL
wn —
o (g
A6 = o ROOM SENSOR
RETURN X OUTPUTS
AIR
Y % AOL || MPS VALVE POSITION
Steam =
=
<
1 AHU-1 Control - Diagram
Not to Scale
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number .
HVAC Details Building 313B - Daycare Renovation 613-13-126 Office O_f
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facilities
Approved: Project Director Location Drawing Number
PP ’ | ) Management
VAMC, Martinsburg, WV
Date Checked Drawn M H 500 Department of
Rev. Date 04-23-2014 RS CJZ u Veterans Affairs
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UNIT # LOCATION | AREASERVED | COOLING |COOLING |HEATING |SUPPLY |OA. ESP. | VOLTSPHAMPS FLA.  |MCA. | MOP. CONDENSOR  |NOTES:
TONS BTU BTU CFM  |CFM  IN.HG M.C.A/M.O.P.
AHUICU-1 313-B DAY CARE 750 90,000 |110,000 2505  [810  |2.00 (208/3/60) XXXX [ XXXX 150 | 39.0/50.0 NOTES: 1,2,3,4,5,6,7,8,9
1, PROVIDE DOUBLE WALL RIGID POLYURETHANE FOAM CABINET
2. PROVIDE DOUBLE SLOPED STAINLESS STEEL DRIP PANS
3. PROVIDE VARIABLE SPEED DIRECT DRIVE SUPPLY FAN WITH ECM
4. PROVIDE SECURITY LOCKS ON T-STAT
6. SET RETURN PLENUM FOR 1800 RETURN AIR AND 810 CFM OUTSIDE AIR
7. PROVIDE PROPER CLEARANCES FOR SERVICE AS RECOMMENDED BY MANUFACTURER
8. PROVIDE PROPER DISTANCES FOR P-TRAP DRAIN INTO ROOM FLOOR DRAIN
9. SYSTEM IS TO BE A CONSTANT VOLUME SYSTEM.
MARK | LOCATION | SONES | CONFIG |EXHAUST | ESPIN.  FANPOWER FANRPM  VOLTAGE/  NOTES:
CFM we WATTS PHASE/MZ
Sians CEILING
_ 313B-5 .
EF-1 31389 30 0| 1000 0.25 98.0 1100 120/1/60 NOTES: 1,2,3,4,5,6,7
EF-2 3138-2 6.8 CELNC | 2000 0.25 185.0 1400 120/1/60 NOTES: 1,2,3,4,5,6,7 KEY N OTES =[]
EF-3 3138-2A 13 BN | 500 0.25 50.0 800 120/1/60 NOTES: 1,2,3,4,5,6,7
CEILING ,
EF-4 3138.7 47 G| 1600 0.25 185.0 1400 120/1/60 NOTES: 1,2,3,4,5,6,7
EF-5 3138-1 3.0 CEENC | 1000 0.25 98.0 1100 120/1/60 NOTES: 1,2,3,4,5,6,7
1, CEILING MOUNTED EXHAUST FANS TO BE SIMILAR TO COOK MODEL GC AS BASIS OF DESIGN WITH CEILING INTEGRAL CEILING GRILLES.
2. ALL FANS TO BE DIRECT DRIVE FANS.
3. PROVIDE BIRDSCREEN AND GRAVITY BACKDRAFT DAMPER.
4. PROVIDE GRILLE COLOR PER ARCHITECTS SPECIFICATIONS.
5. MOTOR STARTERS, DISCONNECTS (IF NOT FACTORY PROVIDED) AND ALL EQUIPMENT NORMAL POWER WIRING BY ELECTRICAL CONTRACTOR.
6. OUTLET DUCT DIAMETER TO BE 6",
7. ALL EXHAUST FANS ARE TO BE INTERLOCKED WITH AIR HANDLING UNIT OPERATION.
MARK | LOCATION | SUPPLY | EAT. | LAT. | HEATING FLOWRATE |STEAMPRESS.  MAXARRP.D.  ROWS  FINS NOTES:
CFM | DEG.F | DEG.F BTU (LBS/HR) PSIG IN. HG N
sc1 313-B 2400 720 | 840 110,000 116.8 15.0 1.50 2 12 NOTES: 12345
1, CHARGE COIL WITH NITROGEN GAS OR SUITABLE GAS FOR 10 MINUTES AT 15 PSIG TO CHECK FOR ANY LEAKS.
2. MAKE SURE COIL IS LEVEL TO ENSURE FOR PROPER DRAINAGE.
3. MAINTAIN ALL PROPER CLEARANCES AS MANUFACTURER RECOMMENDATIONS.
4. PROVIDE VENTING OF COIL AT HIGHEST POINT.
5. INSTALL MANUAL SERVICE VALVES.
ROOM | DESCRIPTION AREA | SUPPLY |RETURN |EXHAUST |OAREQD |NOTES:
SF. CFM CFM CFM CFM
3138-1 MECH. ROOM 920 | -0- -0- -0- -0- N/A
3138-2 KITCHEN 82.0 200 | -0- 200 -0- N/A
313B-2A | HOUSEKEEPING | 22.8 0- 0- 125 0- N/A
3138-3 STORAGE 51.0 50 | -0- 0- N/A LEGEND
31384 UNISEX BR 50.0 5 | -0- 75 38 10 AIR CHANGES MIN
3138-5 BOYS ROOM 52.0 5 | -0- 75 38 10 AIR CHANGES MIN
3138-6 GIRLS ROOM 50.0 5 | -0- 75 38 10 AIR CHANGES MIN
3138-7 DAYCARE 1710.0 1800 1800 0- 810 4 AIR CHANGES MIN
3138-8 HALLWAY N/A 0- 0- 0- N/A
1, 2505 CFM SYSTEM WITH 810 CFM OUTSIDE AIR (34%)
2. ALL SUPPLY DIFFUSERS TO BE NO LESS THAN 25 FT FROM RETURN INTAKES.
3. BATHROOM SUPPLY DIFFUSERS TO BE LOCATED FURTHEST DISTANCE FROM EXHAUST FANS.
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number Off f
HVAC Schedules Building 313B - Daycare Renovation 613-13-126 ICE O
Building Number COI’]S'[I‘UC'[IOI’]
Approved: Project Director Location Drawing Number M an agement
VAMC, Martinsburg WV
Date Checked Drawn M H 600 Department of
Rev. Date 04-23-2014 RS CJZ u Veterans Affairs
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ABBREVIATIONS GENERAL PLUMBING SYMBOLS GENERAL PIPING SYMBOLS GENERAL NOTES
AE ARCHITECT / ENGINEER H&W  HOT AND COLD WATER SAN SANITARY SEWER \ DIRECTION OF PIPE PITCH (DOWN) - - - DOMESTIC COLD WATER
AD AREA DRAIN HB HOSE BIBB SMACNA SHEET METAL AND AIR
AFF ABOVE FINISH FLOOR HD HUB DRAIN CONDITIONING CONTRACTORS —_— DIRECTION OF FLOW - - DOMESTIC HOT WATER
AFG ABOVE FINISH GRADE HEX HEAT EXCHANGER NATIONAL ASSOCIATION ANCHOR
o e ey g e rmei— DOMESTCHOWWATER RETURN
AP ACCESS PANEL
AS AUTOMATIC SPRINKLER HST HOT WATER STORAGE TANK SDMH STORM DRAIN MANHOLE > REDUCER OR INCREASER _ MA MA MA MEDICAL AIR
ASD  ADJUSTABLE SPEED DRIVES (DOMESTIC) SP SUMP PUMP D ECCENTRIC REDUCER
ASD  AUTOMATIC SPRINKLER DRAIN HWB  HOT WATER BOILER SPR SPRINKLER LINE . MV MV MEDICAL VACUUM
ASHRAE AMERICAN SOCIETY HEATING, HWCP  HOT WATER CIRCULATING PUMP SQFT  SQUARE FEET | TOP CONNECTION, 45° OR 90°
REFRIGERATION, AIR CONDITIONING HWP HOT WATER PUMP SS STAINLESS STEEL ~—— D D D DRAIN
ENGINEERS HYD  HYDRANT ST STORAGE TANK L BOTTOM CONNECTION, 45° OR 90°
ASME  AMERICAN SOCIETY MECHANICAL SW STORM WATER ~— SAN SAN SAN SANITARY SEWER
ENGINEERS ICW  INDUSTRIAL COLD WATER ‘ SIDE CONNECTION
ASPE  AMERICAN SOCIETY PLUMBING INV  INVERT TCV  TEMPERATURE CONTROL VALVE T — o SAN T SAN e SAN SANITARY
ENGINEERS IPC INTERNATIONAL PLUMBING CODE ) TEMPERATURE DIFFERENCE CAPPED OUTLET
ASR  AUTOMATIC SPRINKLER RISER IRW  IRRIGATION WATER D TRENCH DRAIN RISE OR DROP IN PIPE ~SD SD sD STORM WATER
AV ACID VENT W INDIRECT WASTE TDH TOTAL DYNAMIC HEAD . b . STORM WATER. BELOW GRADE
AW ACID WASTE IWH  INSTANTANEOUS WATER HEATER TEMP TEMPERATURE 1t UNION o o - ’
IWR  INDUSTRIAL WATER RETURN TMV ~ THERMOSTATIC MIXING VALVE — 0 0 0 OXYGEN
BFP  REDUCED PRESSURE BACKFLOW PREVENTER WS INDUSTRIAL WATER SUPPLY TP TRAPPRIMER O PIPE UP
TSTAT THERMOSTAT —— FOD FOD FOD FUEL OIL DISCHARGE
PREVENTER KW KILOWATT c PIPE DOWN
BHP  BREAK HORSEPOWER TWR  TEMPERED WATER RETURN
KWHR  KILOWATT-HOUR
BSP BLACK STEEL PIPE WPS ﬁﬁiﬁfm HATER ST POINT OF CONNECTION BETWEEN NEW oS FOs oS FUEL OIL SUPPLY
BT ~ BATHTUB US  LITER PER SECOND 69— AND EXISTING WORK  FOV_ FOV_ FOV FUEL OIL VENT
BTU  BRITISH THERMAL UNIT LA LABORATORY AR UPC  UNIFORM PLUMBING CODE
BTUH  BRITISH THERMAL UNIT PER HOUR
LAV LAVATORY D—> LIMIT OF DEMOLITION " FOR — — FOR — — FOR FUEL OIL RETURN
LBS/HR  POUNDS PER HOUR v VENT
c  celsus L ABORATORY HOTWATER AL X PIING ACCESSORIES o N CHUPING Y VENT
VB VACUUM BREAKER
glGA ggg"TP;EOSI\ISED GAS ASSOCIATION LNG LIQUID NATURAL GAS VCO  VACUUM CLEANER OUTLET
CO  CLEANOUT LOX  LIQUID OXYGEN VP VACUUM PUMP FLOAT & THERMOSTATIC TRAP SET INCLUDING
CS  CLINICAL SINK Lv LABORATORY VACUUM VS VENTSTACK L/ PIPING ACCESSORIES
CV  CONTROL VALVE LW LOW WATER VTR VENT THROUGH ROOF
1 STRAINER
M METER W WASTE N
DCW  DOMESTIC COLD WATER MA  MEDICAL AR WC  WATER CLOSET E—T THERMOMETER
DHW — DOMESTIC HOT WATER MAV  MANUAL AIR VENT WCO  WALL CLEANOUT o] PRESSURE GAGE
DHWR  DOMESTIC WATER RETURN MED  MEDICAL WH  WALL HYDRANT @ FLOW ELEMENT
DHWS  DOMESTIC HOT WATER SUPPLY MER  MECHANICAL EQUIPMENT WH  WATER HEATER
DI DEIONIZED WATER ROOM WHA  WATER HAMMER ARRESTER - CLEAN OUT
DN DOWN MH  MANHOLE WL  WATERLINE \
DS DOWNSPOUT UNDERSTADING WPD  WATER PRESSURE DROP
bW DISHWASHER MSB  MOP SERVICE BASIN WS  WASTE STACK
DWG  DRAWING MV MEDICAL VACUUM
DWH  DOMESTIC WATER HEATER YCO  YARD CLEANOUT
DWR  DRINKING WATER RETURN
DWS  DRINKING WATER SUPPLY Eﬁo E:IIESSSI\(I)XIDE YH  YARDHYDRANT
PN DRANWASTEVENT NC  NORMALLY CLOSED PLUMBING VALVE SYMBOLS
NG  NATURAL GAS
EL ELEVATION NIC  NOTIN CONTRACT
EMCS  ENERGY MONOSERRAT NO  NORMALLY OPEN
AND CENTRAL SYSTEM NOM.  NOMINAL > GATE VALVE
EPA ENVIROMENTAL PROTECTION NPW  NON POTABLE WATER
EPACT  ENERGY POLICY ACT
ESC ESCUTCHEON 02 OXYGEN —< GATE VALVE WITH 3/4 " HOSE ADAPTER
ESH EMERGENCY SHOWER oC ON CENTER .
ET EXPANSION TANK OD  OUTSIDE DIAMETER N CHECK VALVE
EWC ELECTRIC WATER COOLER OFD  OVERFLOW DRAIN
OR  OPERATING ROOM & ANGLE GLOBE VALVE
EWH ELECTRIC WATER HEATER OVFL  OVERFLOW
EWS EYE WASH STATION — BUTTERFLY VALVE
EX EXISTING PA PASCAL
PD  PRESSURE DROP OR DIFFERENCE Hg% BALL VALVE
. EAHRENHEIT PDI ::;JI_SLJTl\IllTBLlJ,iCE; AND DRAINAGE
FCO  FLOOR CLEANOUT D‘Ia
FoW  FILTERED COLD WATER gg ifﬁ;ﬁlﬁf PGU Al\flf MODULATING CONTROL VALVE
FD  FLOORDRAIN
FOC  FIRE DEPARTMENT PPM  PARTS PER MILLION %i% TWO POSITION CONTROL VALVE
(HOSE) CONNECTION PRS  PRESSURE REDUCING STATION
M FLOWMETER PRV  PRESSURE REDUCING VALVE
FOP  FUEL OIL PUMP PSI POUNDS PER SQUARE INCH — % — THREE-WAY MODULATING CONTROL VALVE
FOS  FUEL OIL SUPPLY ATMOSPHERE
FOV  FUEL OIL VENT PSIG Zigggs PER SQUARE INCH H%% THREE-WAY TWO POSITION CONTROL VALVE
FS  FLOOR SINK
S FLOWSWITCH PTRV \F;if\?;URE TEMPERATURE RELIEF
FU- FIXTUREUNITS PW  POTABLE WATER j@% PRESSURE REGULATING VALVE
GAL  GALLON
GCO  GRADE CLEANOUTS oL moor DN LEADER —iE— AUTOMATIC FLOW CONTROL VALVE
GPD  GALLONS PER DAY R ROOF LEADER
GPH  GALLONS PER HOUR RO REVERSE OSMOSIS WATER PRESSURE RELIEF VALVE
GPM  GALLONS PER MINUTE RAL  RAIN WATER LEADER
GPR  GAS PRESSURE REGULATOR
GRS  GAS REGULATOR STATION E MANUAL AIR VENT
GT  GREASE TRAP
GVTR  GAS VENT THROUGH ROOF
WH  GAS FIRED WATER HEATER
GWH  CGAS % TEST PLUG (PRESSURE/TEMPERATURE)
E AUTOMATIC AIR VENT
CONSULTANTS ARCHITECTS Drawing Titl Project Title Project Number e of
Cover Sheet - Plumbing Abbreviations, ||Building 313B - Daycare Renovation 613-13-126 Office o
Legends and Symbols Building Number Construction
313B and Facilities
Approved: Project Director Location Drawing Number M an agement
VAMC, Martinsburg, WV
Date Checked Drawn P | OO 1 Department of
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o GENERAL NOTES
‘ ‘ EXISTING
_ F =1 =1
777777777777777777777777777777777777777 1 II{II | — R | R | e | | I | | Y | E | N | R
| GmmVmmmmy 4" VTR
J — By i EXISTING TO
S - ) / REMAIN
: eyl
|
|
—
| — A S S
4] :
il N
v | T ™
:"l____:___v ______ _! ______ Vi _____r-é————V———-t
I .
| |
i ! TYP.
| |
! Y
i |
( I
RN !
| b |
A R — KEY NOTES = '
weo 1. REMOVE ALL EXISTING SANITARY & VENT PIPING IN THIS AREA IN ITS
ENTIRETY. REMOVE ALL ASSOCOAITED HANGERS, VALVES & ANY
ASSOCIATED ACCESSORIES IN THEIR ENTIRETY.
2. REMOVE ALL EXISTING DOMESTIC WATER & HEATING PIPING IN THIS
AREA IN ITS ENTIRETY.REMOVE ALL ASSOCOAITED HANGERS, VALVES
& ANY ASSOCIATED ACCESSORIES IN THEIR ENTIRETY.
3. REMOVE EXISTING HOSE CONNECTION BACK TO BRANCH AND CAP.
i ) - -
1 Crawl Space Plan - Plumbing (Sanitary) Demolition
1/ n = 1!_0"
1-1/2" HW & HWR 1/2" CW UP
UP FROM MAIN FROM MAIN
| ] /. = =
= ,/ I A ] F—— —— F——
| — |
L=——=7 1 |
Il fm————— g
| |
I |
I !
: :— —— ——
11 | hd
[ :
| |
== N N o )
L
|
L - -=2
| LEGEND
|
1
: | _ —_—— DEMOLITION
|
|
| I
| L /_ S e
Y/ —_—
i
|
|
: :
9 First Floor Plan - Plumbing (HW, CW & HWR) Demolition
1/ n = 1!_0"
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number .
First Floor & Crawl Space - Plumbing Building 313B - Daycare Renovation 613-13-126 Office of
Demolition Plan Buiding Number Construction
313B and Facilities
Approved: Project Director Location Drawing Number M anaoem ent
VAMC, Martinsburg WV J
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2" SAN DN 4" SAN DN 4" SAN CONNECT
2"V.UP 4" VTR TO EXISTING
2'CO kSl ) : i .
2 VN 2"V
4" SAN —— e —
| A (A 4 san \\
\ py—1 N S N
4" SAN— o —— N 2" SAN
\\r > saN 2 | SAN DN
/ o’ N 2"V UP
I
| AT
2"V H N
4" SAN DN : H | j“ ig’\‘
2"VUP N
T N 2"V _J L‘_\4" SAN
4" SAN B - Rt Y
, | N
4" SAN DN/'_{f— MS-1 |
2"V UP 44" CO | | | 2" SAN
. —
4" SAN | |
I
|
: ™ san
I |
| |
m— |
I
: \4" SAN
2"V ABOVE
N
| y—
2" SAN DN
2"V UPJIC_ ______ =
SN N\
| -
i \
4"SANDN ] £ 3AN
4"VTR 4" CO

Crawl Space Plan - Plumbing New Construction
T =1

1-1/2" HW&HWR UP 1/2" CW&HW UP

FROM HWH W

1-1/2" CW UP FROM MAIN
SHUTOFF VALVE AND

1/2" CW&HW DN / —

313B-P-801
ACCESS DOOR IN WALL
L
T T Q?/ [ 114 1 [ T [ T [ T [ T [ T
%'_g’ ——T-? 112" 4, —-_— M. ---—
| | o 1-1/2"
T - -] 1/2" CW&HW UP
1-1/2" \1" CW DN /
o
k 12" I o
1-1/2" 1-1/2"
o 1/2"
P 12" CW
& HW UP |
14"CW
1-1/2" DN
g5 - A — 1"~'_R'|7 |
|
| I
|
| |
| I
L !
‘ 1-1/2"
} 1
— | }
J
|
1/2" CW & HW
UP
\ 1-1/2"
s
] 1/2" CW&HW UP
i — — —1/2"— —o/
= 1:1/2" == — 3} 1/2" o
O
‘ ‘ rcwup

@ First Floor Plan - Plumbing New Construction

1/ n = 1l_0ll

GENERAL NOTES

1. REFER TO SHEETS PL 400 FOR PLUMBING DETAILS & PL 600 FOR

PLUMBING SCHEDULES.

KEY NOTES =1

LEGEND

DOMESTIC COLD WATER

DOMESTIC HOT WATER

DOMESTIC HOT WATER RUN

:)-E HOSE BIB
L
o2

BALL VALVE

SAN  SANITARY

CO  CLEANOUT
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/@/‘\/ (From exising hotwater
P é & hot water return.
S~ 1/2" CWEHW
1-1/2° ~ DN
, ! 1-1/2%1 /
- |
- L > KEY NOTES
/ - /- P = = D
-7 //< !\1-1/2" 2" CW DN
. ~ 1/2" CWEHW . \
N DN N ! | -
. PN - / ™S | ~ 1-1/2" CW UP FROM
- MAIN VALVE AND
pd RN - . A N ~ ACCESS DOOR IN WALL
1-1/2" ] \
- ~ I v 2"\ 1-1/2"
~ " ~ / 2" CW UP N
~ gl ™~ N 1/2" CWEHW FROMMAIN o
- \\ DN > ) -
] 1-1/2" 7~
- / P-502 . L1 . :
< ~ ~ !
~ 1" Q I
N N 1/2" CW&HW i
AN . e - NG /'/DN I
L2 1/2" CW & HW 1 ~ , |
N DN = | |
I
\ S \ g / i
N~ .~ p N
So >’ P N p-g01
~ B 1-1/2
1-1/2\ . ) P )
~ . / / P < A I
1/4" CW DN l\> <\ P-4{ \\ e r - :
\l . \ \\ P-401 ~ : \I ;
| g N 7 . | b 3
| N < |2 ) I : 2-.\J\ P-604
P-103 "\ |
\I\ 1/2\\ 1/2" CWEHW | I
P-103 / DN | P-401_~ |
| a7
I | " |
[ WCQ p-103 I
| e
4 2,
N P-401
N \f LEGEND
- - DOMESTIC COLD WATER
1 Isometric - Piping 2 Isometric - Sanitary DOMESTIC HOT WATER
Not to Scale Not to Scale - T
_—— ————— DOMESTIC HOT WATER RUN
___________ VENT
o HOSEBIB
_¢¢3 BALL VALVE
SAN  SANITARY
CO  CLEANOUT
CONSULTANTS ARCHITECTS Drawing Title Project Title Project Number .
Riser Diagram (Isometric) Building 313B - Daycare Renovation 613-13-126 Office of
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CEMENT BED NICKLE BRONZE CLAMP WATERPROOF
ADJUSTABLE MEMBRANE INSIDE OF O O %
TILE FLOOR LOOSE GRAVEL STRAINER DRAIN BODY o
AT WEEP HOLES -
CONCRETE FILL WATERPROOF
3mm to 6mm SIZE MEMBRANE
vv
Uy \ 1-55/8" 1'-5 5/8"
2'-11 1/4"
e o~ N ; %
S ‘\ﬂ;\ v <~ ; ; \ , ‘// v //D/‘ >
AR VR iy \DB‘\B L;t
v A s ' N N
= ] 1] 7 ‘ - S \%T N M
N ‘A N N ‘A N /
- - LFLASHING | ) %ﬁ
L CLAMP WITH - v - v [ — m
- b - WEEP HOLES NI / O
SN CLEAN WEEPS | | —
N Jln KEY NOTES =
N N AN AN / )
AN AN | o }
< _ < | 3 S &
— % — % ~ Ire) —
/N I - - © <
VAlY, ™ © 2 ™
PROVIDE A METAL \ ] i
SUPPORT PLATE WHEN STRUCTURAL SLAB S
DRAIN IS INSTALLED IN ~ & By
AN EXISTING FLOOR - THREADED, CAULKED - G >
CAULK AROUND DRAIN OR NO-HUB CONNECTION ) )
PRIOR TO RE-GROUTING
OASIS MODEL PG8ACSL
3 Plumbing - Floor Drain Detail 4 Water Fountain - Details
1/2" = 1!_0" 1" = 1!_0"
HANDICAP ACCESSIBILITY NOTES:
WATER CLOSETS: 17"-19" AF.F. TORIM
18" FROM SIDEWALL TO CENTER (IN PLAN)
LAVATORIES 34" MAX. AF.F. TO TOP OF RIM
29" MIN. CLEAR A.F.F. @ APRON
WATER CLOSET HEIGHTS & NOTES: 17" MIN. PROJECTION
30" CLEAR CENTERED (IN PLAN)
A. WOMENS & MENS: 18" A.F.F. TORIM
CHILDRENS: 15" A.F.F. TORIM WATER COOLERS: 36" MAX. A.F.F.
27" MIN. CLEAR A.F.F. @ APRON
B. GRAB BAR: 36" TO CENTER A.F.F. 17"-19" PROJECTION
C. MOUNT FLUSH VALVE URINALS: 17" MAX. A.F.F. TO TOP OF
BELOW GRAB BARS ELONGATED RIM.
T E=———=—="5q]
FAUCET SEE
/SPECIFICATIONS LEGEND
?@ _
:£ LAMINAR FLOW
T CONTROL DEVICE
| WITH RESTRICTOR
O 0.5 GPM P /!\ N
m
c
.. [T T o 10-3/4" +/-
©
| | =
@) =) —
3 = "
LOOSEKEY & i\ N
STOP =
< S
FINISHED FINISHED/ UNDER SINK &
/ FLOOR WALL PROTECTIVE PIPE FINISH TRAP PARALLEL
COVER FLOOR\\ TO WALL
1 Plumbing - Water Closet Detail 9 Plumbing - Lavatory Detall
1/2" =1'-0" 1/2" =1'-0"
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number .
Plumbing Details Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facilities
Approved: Project Director Location Drawing Number M an ag em ent
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PLUMBING FIXTURE SCHEDULE
WASTE VENT COLD HOT
PIPE PIPE WATER WATER WASTE WATER
FIXTURE | FIXTURE | NOTES:
MARK DESCRIPTION IN.. | (mm) | IN. | (mm) | IN. | (mm) | IN. | (mm.) UNITS UNITS
313B-P-103 | WATERCLOSET | 4.00 | 100 | 200 | 50 | 075 | 19 | NA | NA 4.00 10.0
313B-P-401 | LAVATORY 150 | 38 | 125 | 31 | 050 @ 13 | 050 | 13 1.00 2.0
313B-P-502 | MOP SINK 300 75 | 15 38 | 050 | 13 | 050 | 13 3.00 3.0
313B-P-524 | KITCHEN SINK 200 | 50 | 15 38 | 050 | 13 | 050 | 13 2.00 1.4
313B-P-534 | FLOOR DRAIN 400 | 100 | 200 | 50 | NA | NA | NA | NA 3.00 N/A
313B-P-604 EBEOCL'EV;’{ATER 1.50 | 38 1.25 31 025 | 635 | NIA N/A 0.50 0.25
KEY NOTES =
313B-P-801 | WALL HYDRANT NA | NA | NA | N/A | 050 @ 13 | NA | NIA N/A 1.4
NOTES:
1. ALL FIXTURES SHALL BE WHITE UNLESS NOTED OTHERWISE. HANDICAP ACCESSIBILITY NOTES:
2. ALL WORK SHALL COMPLY WITH THE 2003 INTERNATIONAL PLUMBING CODE, MECHANICAL CODE, ELECTRICAL , L
CODE, AND LOCAL GOVERNING CODES AND PERMITS. CONTRACTOR SHALL OBTAIN ALL PERMITS. WATER CLOSETS: 1r-19"AFF. TORIM
18" FROM SIDEWALL TO CENTER (IN PLAN)
3. ALL INTERIOR HOT AND COLD WATER LINES SHALL BE INSULATED MIN. 1" THICK. HOT WATER LINES AND
EXPOSED DRAINS SHALL BE INSULATED W/ WHITE PLASTIC JACKET INSULATION TO PREVENT TOUCH BY HANDICAP "
- TRUEBRO LAV GUARD OR EQUAL. PIPE INSULATION 1" IN ATTIC & MINIMUM 1/2" IN WALLS. INSULATE WASTE LAVATORIES 34" MAX. AF.F. TO TOP OF RIM
29" MIN. CLEAR A.F.F. @ APRON
4. CONTRACTOR SHALL PROVIDE ALL NECESSARY FITTINGS, FIXTURES & VALVES, TO MAKE AN OPERATING SYSTEM. 17" MIN. PROJECTION
ALL PIPING SHALL BE RUN INSIDE WALLS OR ABOVE CEILING UNLESS SHOWN OTHERWISE. ALL EXPOSED PIPING TO )
OCCUPIED AREAS SHALL BE CHROME PLATED. PLUMBER/INSTALLER SHALL INSURE THAT PIPES ARE ADEQUATELY 30" CLEAR CENTERED (IN PLAN)
5. CONTRACTOR SHALL COORDINATE CONNECTION OF WATER AND SEWER SYSTEMS WITH LOCAL UTILITIES PRIOR TO WATER COOLERS: 36" MAX. AF.F.
MAKING FINAL CONNECTIONS TO WATER AND SANITARY SEWER MAINS. 27" MIN. CLEAR AF.F. @ APRON
6. CONTRACTOR SHALL PROVIDE ALL MOUNTING HARDWARE & ACCESSORIES TO INSTALL ALL FIXTURES. INSTALL 17°-19" PROJECTION
HANDICAP FIXTURES IN COMPLIANCE WITH ADA AND LOCAL CODES.
URINALS: 17" MAX. A.F.F. TO TOP OF
7. PROVIDE ALL NECESSARY PUMP CONTROLS, STARTERS, AND DISCONNECTS. ALL REQUIRED ASSOCIATED ITEMS ELONGATED RIM.
SHALL BE PROVIDED. CONNECTION TO WATER & WASTE SHALL BE SEALED WITH TEFLON TAPE.
8. ALL PIPE PENETRATIONS THROUGH FIRE RATED WALLS, FLOORS AND CEILINGS SHALL BE SEALED PER CODE WITH
A FIRE RATED SEALANT OR ASSEMBLY THAT PROVIDES EQUAL FIRE RATING OF THE WALL, FLOORS AND CEILINGS. LEGEND
9. COORDINATE WITH MECHANICAL AND ELECTRICAL CONTRACTOR ON INSTALLATION & COORDINATION OF WORK &
TRADES.
10. PROVIDE FROST-PROOF HOSE BIBBS W/ INTEGRAL VACUUM BREAKERS & COLD WATER PIPING AS SHOWN ON
DRAWINGS.
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number .
Plumbing Schedules Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facilities
Approved: Project Director Location Drawing Number
PP ’ | ) Management
VAMC, Martinsburg WV
Date Checked Drawn P L 600 Department of
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ABBREVIATIONS SYMBOLS - RECEPTACLES LOW VOLTAGE SYMBOLS SYMBOLS - POWER RISER DIAGRAMS SYMBOLS - SWITCHES FIXTURES
; " ot MOLDED CASE CIRCUIT BREAKER SYMBOL, WITH XXX RATING IN NOTE:
DUPLEX RECEPTACLE OUTLET ("HOSPITAL GRADE") 20A, 120V.. WALL NOTE
AP APRE P R OPENER o= o R RECEFTACLE OLTLET ( ) SYMBOLS - GENERAL WA AMPS, NORMALLY MTG HGT FOR THE FOLLOWING SWITCHES SHALL BE 40"
AFF ABOVE FINISHED FLOOR AFF, U.O.N. IN ELECTRICAL CLOSET, MECHANICAL ROOMS, MTD
AT AMPERE TRIP SHALL BE 54" AFF.
AUDRAPLEX RECEPTACLE (HOSPITAL GRADE), 20A, 120V.. WALL
prs e o TRANSFER SWITCH = ﬁOUNTED AT 18" AFF U.ON. ( : DATA AND TELEPHONE OUTLET (WALL MTD.TYPE), W/ BACK BOX AND EC ’
C CONDUIT > STUBBED UP TO 4" ABOVE FINISHED CLG, INCLUDING DRAG LINE. MTG PANELBOARD MAIN BREAKER. XXX IS MAIN BREAKER RATING IN LOWER LETTER SUFFIXES IDENTIFIES LIGHTING FIXTURE(S)
CB, C/B CIRCUIT BREAKER SINGLE RECEPTACLE OUTLET, SPECIAL PURPOSE TYPE, AS NOTED 20A, HGT 18" A.F.F.-U.O.N. 1 VOICE CABLE 4PAIR UTP CAT 5 AND 2 DATA X0 A AMPERES. "A" IS PANEL NAME. CONTROLLED BY THE SWITCH, IF THE FIXTURE(S) HAS/HAVE THE
TR U O 120V, WALL MOUNTED AT 18" AFF U.O.N. CABLE 4PAIR UTP CAT 5. == SAME DESIGNATION LETTER(S).
CCTV CLOSET CIRCUIT T.V. " WALL DESCRIPTION
CLG CEILING DUPLEX RECEPTACLE OUTLET 20A, 120V.. ("HOSPITAL GRADE") WALL PHONE OUTLET (WALL MTD.), W/ BACK BOX AND EC STUBBED UP TO 4 -
DB DIRECT BURIAL MOUNTED AT 19" AFF U ON. - HEAD WALL LOCATIONS P>  ABOVE FINISHED CLG, INCLUDING DRAG LINE. MTG HGT 18" A.F.F. -U.O.N. T~ ENCLOSED MAIN CIRCUIT BREAKER, RATED AS SAFETY SWITCH OR S
e P CONUT 1 VOICE CABLE 4PAIR UTP CAT 5, PULL-OUT DISCONNECT. XXX IS MAIN BREAKER RATING IN AMPERES. SINGLE POLE, WALL MOUNTED LIGHTING SWITCH, 20A, 277V AC.
XXX A
EX EXISTING
EJ EXPANSION JOINT RECEPTACLES SUFFIXES DATA OUTLET (WALL MTD.), W/ BACK BOX AND EC STUBBED UP TO 4"
EXP, XP EXPLOSION PROOF WP "VP" WEATHER PROOE > ABOVE FINISHED CLG, INCLUDING DRAG LINE. MTG HGT 18" A.F.F. -U.O.N. p SB THREE-WAY, WALL MOUNTED LIGHTING SWITCH, 20A, 277V AC.
EMERS EMERGENCY DATA CABLE 4PAIR UTP CAT 5. PANELBOARD MAIN LUGS ONLY TYPE. XXX IS RATING IN AMPERES
EWC ELECTRIC WATER COOLER STI "ST" INDICATES "SAFETY TYPE" RECEPTACLE OUTLET. FOR THE BARS INSIDE THE PANEL. "A" IS PANEL NAME.
ESM ELECTRIC STRIP MOLD o CEILING DATA OUTLET W/ BACK BOX AND INCLUDING DRAG LINE. DATA X 4 34 FOUR-WAY, WALL MOUNTED LIGHTING SWITCH, 20A, 277V AC.
FA FIRE ALARM = CABLE 4PAIR UTP CAT 5.
TACP FIRE ALARM CONTROL PANEL GFI GFI" INDICATES GROUND FAULT CIRUIT INTERRUPTOR PROTECTION.
FI FILM ILLUMINATOR
e FAN COLL UNIT RECEPTACLE OUTLET ON EMERGENCY CIRCUIT - 20A, MTD 18" [460mm] "° |~ FUSED SAFETY SWITCH OR PULL-OUT DISCONNECT, FM IS FRAME S O e e o Ao OF INFRARED SENSOR
FIXT FIXTURE E AFF U.O.N. WITH 1/4" [6.5mm] "EMERGENCY" ENGRAVED LETTERS FILLED DATA AND TELEPHONE OUTLETS SUFFIX 7| RATING, FZIS FUSE RATING IN AMPERES. = ! '
FLUOR FLUORESCENT npn
Fss FUSED SAYETY SWITCH WITH WHITE ENAMEL SUBSCRIPT "P" INDICATES RECEPTACLE WITH
FSCP | FLAME SAFEGUARD CONTROL PANEL INTERNAL NEON LIGHT. 2 ANUMBER INDICATES NUMBER OF CONNECTIONS PER OUTLET. SD ./ SINGLE POLE DIMMER SWITCH, 3-WAY CONTROLLABLE, 600VA U.O.N.
GEN GENERATOR COUNTER TOP MOUNTED DEVICE, (6" ABOVE COUNTERS WITHOUT A %%
GTD GENERATOR TRANSFER DEVICE !
t BACK-SPLASH, 8" ABOVE A COUNTER WITH BACK-SPLASH). TRANSFORMER. XXX IS RATING IN kVA, UL/U2 IS
CTB GROUND TERMINAL BOX ! A -
GFl GROUND FAULT INTERRUPTER COORDINATE MOUNTING HEIGHT WITH ARCHITECTURAL PLANS. SYMBOLS - DEMOLITION usvots | PRIMARY/SECONDARY VOLTAGE IN VOLTS. SH O SINGLE POLE ACCESSORY DIMMER, 3-WAY CONTROLLABLE, 600VA U.O.N.
HOA HAND OFF AUTOMATIC
i Gk VOLTAGE TV RECEPTACLE, INSTALLED WITH CATV CONNECTION UNDER SINGLE T . SINGLE POLE, JAMB DOOR LIGHTING SWITCH, 20A, 277V AC
INCAND INCANDESCENT TV PLATE. REFER TO ARCHITECTURAL PLANS FOR MOUNTING HEGHT. 3 | 24 FLUORESCENT FIXTURE - RECESSED MOUNTED. JD ! P E5 '
JB JUNCTION BOX -
LTCP LOCAL TEMPERATURE CONTROL PANEL ELECTRICAL STRIP MOLD (OUTLETS ON 2-0" (610 MM) CENTERS OR AS [ ] 14 FLUORESCENT FIXTURE - SURFACE OR RECESSED MOUNTED. ELECTR'CAL LlGHTlNG SYM BOLS
LTS LIGHTS ‘ " pn EF EXHAUST FAN
o LIGHTING - DESIGNATED ON DRAWINGS), MTD 3-6" (1100 MM) AFF  TO CENTERLINE ‘ . SYMBOLS LIGHTING FlXTURES
v oW PS OF STRIP BOX OR AS INDICATED. . 2x4 FLUORESCENT FIXTURE - RECESSED MOUNTED, LIFE SAFETY SUPPLY. CEILING MOUNTED JUNCTION BOX POWER PACK FOR LIGHTING CONTROL -
MCB MAIN CIRCUIT BREAKER NOTE: SEE DETAIL DRAWING.
MCC MOTOR CONTROL CENTER - > NUIE.
MES mm LDlIJSGTSRg\LIJLT\I(ON PANEL Q,v\ WALL MOUNTED EXIT LIGHT LIGHTING CONTROLS: UPPER CASE LETTERS (F-XX) ADJACENT TO FIXTURE CEILING MOUNTED JUNCTION BOX WITH AN AUXILIARY RELAY PACK FOR
SYMBOLS, ELECTRICAL SYMBOLS e e s T
MTGHGT ~ MOUNTING HEIGHT «{ | CLEAN, RECEPTACLE OUTLET SAFETY BRANCH SUPPLIED . P
NFSS NON-FUSED SAFETY SWITCH ! .
: POLE ELECTRICAL POWER SYMBOLS &
PB PULL BOX T
- 2'x4' LED FIXTURE - SURFACE OR RECESSED MOUNTED
PBPU PREFABRIGATED BEDSIDE SYMBOLS - GENERAL £-2-1  DUPLEX TYPE, RECEPTACLE OUTLET.
PNL PANEL | I'x4'LED FIXTURE - SURFACE OR RECESSED MOUNTED
POD POWER OPERATED DAMPER e~
AN AN
mﬁ/ ggwgg TYPE ROOF VENTILATION CLG. WALL SEm— QUADRAPLEX TYPE, RECEPTACLE OUTLET ] 1'x8' LED FIXTURE - SURFACE OR RECESSED MOUNTED
RECEPT ~ RECEPTACLE JB, MTG HGT 1' - 6" A.F.F. TO CENTERLINE OF BOX U.O.N.
RGIP REMOTE GROUND INDICATOR PANEL @ @ SYM BOLS - FIRE ALARM DEVICES
SECT SECTION BRANCH CKT CONCEALED IN CLG OR WALL. /71 SWITCH. B 2'%4' FLUORESCENT FIXTURE - RECESSED MOUNTED, LIFE SAFETY
SS SAFETY SWITCH o F FIRE ALARM PULL STATION
STA STATION uece .~ UNDERGROUND ELECTRICAL LINE. @ CEILING JUNCTION BOX 2'x2' FLUORESCENT FIXTURE, CEILING SURFACE MOUNTED, NORMAL
TEL TELEPHONE ° POWER SUPPLY, U.O.N. BY A SUFFIX. SMOKE DETECTOR
o LN THEATER No. of cireults in condut ~ 2' x 2' FLUORESCENT FIXTURE, CEILING RECESSED MOUNTED, NORMAL -
UON. UNLESS OTHERWISE NOTED HOME RUN TO PANEL - ARROWHEADS INDICATE NO. OF CIRCUITS. ! ’ O
v VOLTAGE PHASE CONDUCTORS (@ GROUNDING RECEPTACLE, LOCKING TYPE POWER SUPPLY. U.ON. BY A SUFFIX. ] FIRE ALARM HORN/STROBE
VP VAPOR PROOF
W WIRE 2' x 2' FLUORESCENT FIXTURE, CEILING RECESSED MOUNTED, CRITICAL o]  FIREALARM STROBE
W/ WITH || L] WIRE INDICATED ARE NEUTRAL AND THREE HOT LEGS @ NURSE CALL DOME-LIGHT (SlNGLE L|GHT) X ! ! LN
il : POWER SUPPLY. —_—
WP. WEATHER PROOF (A DIFFERNET PHASE FOR EACH CIRCUIT) MAXIMUN THREE CIRCUITS PER FIRE ALARM LOCAL ANNUNCIATOR PANEL
R iR CONDUIT. ALL CIRCUITRY SHALL ALSO CONTAIN AN INSULATED GROUNDING o BN (CONFIRM LOCATION WITH FIRE CHIEF)
NEUTRAL CONDUCTOR (NOT SHOWN WITH TICK MARKS). WHEN A SINGLE PHASE L-N N/ NURSE CALL DOME-LIGHT (DUAL LIGHT). D 2' x 2' FLUORESCENT FIXTURE, CEILING RECESSED MOUNTED, LIFE SAFETY
GROUNDING  CIRCUITS) ARE INSTALLED, TICK MARKS INDICATING WIRE TYPES ARE NOT 2 POWER SUPPLY. FACP| FIRE ALARM CONTROL PANEL
SHOWN. CONDUCTORS SHALL BE #12 AWG IN 3/4" C UON
, CEILING RECESSED DOWNLIGHT, SYMETRIC LIGHT DISTRIBUTION, NORMAL
@ MOTOR. VALUE INSIDE INDICATES HORSEPOWER VALUE > DW TELEPHONE OUTLET 187 AFF - U.O.N N POWER SUPPLY U.O.N. BY A SUFFIX. FEAT DETECTOR
C . Fire Alarm Note:
VFD VARIABLE FREQUENCY DRIVE, WITH BUILT-IN DISCONNECT SWITCH. RELAY FOR LIGHTING CONTROL ——=—1  STRIPLIGHT, #LONG, NORMAL POWER SUPPLY U.ON. WITH A SUFFIX. ALL FIRE ALARM DEVICES SHALL BE COMPATIBLE WITH THE EXISTING
DS~  DISCONNECT SWITCH PATIENT BED HOSPITAL LIGHT, UP/DOWN LIGHTING DISTRIBUTION, 3' LONG CAMPUS-WIDE VA COMPLEX FIRE ALARM SYSTEM (NEW TECH). WIRING,
- WTHAPOSITON PULL CHAN SWITCR, 6 AP HOUNTED U O
SYMBOLS - ACCESS CONTROL SYSTEM WALL MOUNTED LED LIGHTING FIXTURE, UP LIGHT, ARCHITECTURAL ;I-EIIF?RI:I)E%(I;‘IJ\FI%%\?EO%%[')I'IIQIA;-CE)I%NAE%IC':I'IOCI)\II\-II-ESSSI'I\,IACISL?EFI:\?F%?R-II;/IEASI'Tgll\ICAL
. SCONCE LIGHTING SYSTEM WITH MOUNTING TRACK SYSTEM, JUMPER ( ) -
SYMBOLS - PANELBOARD o EMERGENCY PANIC BAR CABLE AND LED POWER SUPPLY AS REQUIRED.
LIGHTING SUPPLY CIRCUIT SUFFIX (FOR DOWNLIGHTS)
1  PANELBOARD - NORMAL PWR CARD READER MTD 48" AFF C EMERGENCY - CRITICAL BRANCH POWER SUPPLY. GENERAL NOTES
EEER  PANELBOARD - CRITICAL POWER DOOR CONTACT LS EMERGENCY - LIFE SAFETY BRANCH POWER SUPPLY. _ _ - _ _
1. All electrical work shall comply with the latest edition of the national electrical code.
72222 PANELBOARD - LIFE SAFETY PWR ELECTRIC STRIKE N NORMAL BRANCH POWER SUPPLY 2. All conditions shall be #12 AWG copper, typ THHN/THWN.
3. All wiring shall be installed in conduit, minimum size 3/4".
REQUEST TO EXIT (MUSHROOM PUSH BUTTON TYPED) @ CEILING MOUNTED EXIT LIGHT 4. Conduit shall be mounted flush to ceiling with junction boxes provided for connections.
5. All splices shall be made in junction boxes.
ADO WALL SWITCH FOR DOOR OPENER, SQUARE/ROUND PUSH PLATE @ 6. Light fixtures shall not be used as junction boxes.
- WITH PICTOGRAM AND TEXT "PUSH TO OPEN" — CEILING MOUNTED DIRECTIONAL EXIT LIGHTS 7. Seperate insulated ground wires shall be run in all conduit.
@T 8. Swithces shall be mounted 48" AFF.
ELECTROMAGNETIC DOOR HOLDER 9. Panelboard circuit numbers are for reference only. Please verify availability of circuit
breaker space for new branch circuit wiring.
;} CEILING MOUNTED EXIT LIGHT WITH EMERGENCY LIGHTS 10. All power and lighting branch circuits are connected to panel 415MDP. Homeruns are noted
by branch circuit breaker number.
CO N S U LTANTS ARC H |TECTS Drawing Title Project Title Project Number ff f
Cover Sheet - Electrical Abbreviations, ||Building 313B - Daycare Renovation 613-13-126 Office o
Legends and SymbOIS Building Number COﬂS'[I‘UC'[IOI’]
313B and Facilities
Approved: Project Director Location Drawing Number M an ag eme nt
VAMC, Martinsburg, WV
Date Checked Drawn El OO 1 Department of
Rev. Date 04-23-2014 FL CJZ u Veterans Affairs
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GENERAL NOTES

1. ALL FIRE ALARM DEVICES TO REMAIN OPERATIONAL DURING
DEMOLITION.

2. REFER TO ELECTRICAL COVER SHEET EI 001 FOR ABBREVIATIONS,
LEGENDS, SYMBOLS, EP 101 FOR NEW CONSTRUCTION POWER EP 102
FOR NEW LIGHTING.

IQI IQI
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L
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S IS T — I I I I I I I I I I
I I I I ! I I I I I I I
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I I
| —
KEY NOTES = *
§ i { i 1. REMOVE ALL INTERIOR SURFACE MOUNTED LIGHTING.
2. REMOVE EXIT LIGHTS.
f:i:ﬂ o ] o T:i:ﬂ /
4 TR H | | H H | IRPZa [ 2
ur:::::::::ﬁu \L J‘\ I I I I I I \L J‘\
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1 First Floor - Demolition Lighting
1/ n = 1!_0"

LEGEND

| | REMOVE LIGHTING

|
| j REMOVE LIGHTING

N
‘< ) REMOVE EXIT LIGHTING

inc

CO NSU LTANTS ARCH lTECTS Drawing Title Project Title Project Number Ofﬂce Of

three eighths

First Floor - Demolition Lighting Building 313B - Daycare Renovation 613-13-126 _
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facilities
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/EIE

First Floor Plan - Demolition Electrical
1 1/ n = 1l_0ll

GENERAL NOTES

1. ALL FIRE ALARM DEVICES TO REMAIN OPERATIONAL DURING
DEMOLITION.

2. REFER TO ELECTRICAL COVER SHEET EI 001 FOR ABBREVIATIONS,
LEGENDS, SYMBOLS, EL 100 FOR NEW LIGHTING & EP 101 FOR NEW
POWER.

KEY NOTES =1

1. ALL EXISTING RECEPTACLES & DATA PORTS IN THE MAIN ROOM TO

REMAIN UNLESS OTHERWISE SPECIFIED.

REMOVE EXHAUST FAN.

3. REMOVE "Hirsch" ACCESS CONTROL PANEL & RETAIN FOR

REINSTALLATION.

REMOVE EXISTING QUADRAPLEX TYPE RECEPTACLE.

PANEL 313 A & B-MDP - TEMPORARILY CAP & RELOCATE WIRING FOR 313

A, SEE SHEET EP 101 FOR NEW LOCATION.

6. REMOVE ALL SWITCHES, RECEPTACLES & DATA PORTS & ALL ASSOCIATED
COMPONENTS UNLESS OTHERWISE SPECIFIED.

n

o

LEGEND

“-1  RECEPTACLE OUTLET
\3773 RECEPTACLE OUTLET - GFI
/54 LIGHT SWITCH

[~~~ PANELBOARD

5} PHONE JACK
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1. REFER TO ELECTRICAL COVER SHEET EI 001 FOR ABBREVIATIONS,
LEGENDS, SYMBOLS, EP 101 FOR NEW POWER & E 600 FOR LIGHTING &
PANEL SCHEDULE.
TYP.
[al [al
]
27| N
\
//"“\\ \\‘ ______ o
o T ~
/// \\ \\ _ - ] 5\\\
C4 q A ] A 3 £ 3
/ C C ‘l \ N yd A e ; A
H | \ N i // // /
\ / ‘(DL / / /
\ / B ! B | / !
/ I| ! Il |
7/ ] ! [}
\b‘ . /// /’ / ,, II
[ (D/ . S _— j / / /
: — KEY NOTES =
[ e e e ,/ 1. A-SUSPENDED 8 x 1' LED
| . ;oo T “Sal ) - Tt NG / 2. B-SURFACE 2 x 4' LED
L A - ~. [, ~ /- N 3. C-SURFACE1'x4'LED
—~—" D D S, A ———— E 4. D - SURFACE EXIT SIGN
A E _-1° o of~ (4 . e of e of @ ~{° oo pl 5. E - SURFACE EXIT SIGN W/2 EMERGENCY LIGHTS LED
- TN A \ NN A S __ -~ - 6. EXHAUST FAN
e AR RN \ \ S
e / v \ \ S~
— ™ - Vi \ \\ \ \ \\\ [s2)
(D §§§§§§§§§§§§ /// \ S~ - \ \ SS~ - (dp)
—————————————————— S- \ N 23 \ \ e T
—_ 1 | — \‘ \‘ || _
! \ \ |
22 S\\ \‘ \‘ l
\ \ \ \
\\ \‘ \\ ‘\ \
\\ I' U) = \\ \ \\\
—— l| / /// o \\ \\ \\
P \\ " / / \\\ \\\ AN
N N \\
/ b\\ /,O\ ~ B /,é(\\ g //d \\lo ol \\lo ol \.lo ol
"1 | Se~——_ L~ M . 1 /// A A
C C B B
12 2]
1 First Floor - Electrical New Construction Lighting
1/ n = 1!_0"
o ol  A-SUSPENDED 8 x 1' LED
o B - SURFACE 2 x 4' LED
o C - SURFACE 1' x 4' LED
&  D- SURFACE EXIST SIGN
E - SURFACE EXIT SIGN W/2
§> EMERGENCY LIGHTS LED
S SINGLE POLE WALL MOUNTED
SWITCH, 20A, 277V AC.
EXHAUST FAN
CO N S U LTANTS ARC H |TECTS Drawing Title Project Title Project Number .
First Floor - New Construction (Lighting) |[Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COI’]S'[I‘UC'[IOI’]
313B and Facilities
Approved: Project Director Location Drawing Number M an agement
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First Floor Plan - Electrical New Construction Power

14" = 10"

GENERAL NOTES

1. REFER TO ELECTRICAL COVER SHEET EI 001 FOR ABBREVIATIONS,

LEGENDS, SYMBOLS & EP 101 FOR NEW POWER.

2. ALL CIRCUITS ORIGINATE FROM PANEL 313 ACB MDP. SPECIFIC CIRCUIT

NUMBERS MAY DIFFER FROM DRAWING.

3. EXISTING HIRSCH CONTROL PANEL NEEDS CARD ACCESS CONTROL (card

reader) & KEYPAD INSTALLED ON EXISTING ENTRANCE DOOCR.

4. RECEPTACLES ABOVE COUNTER ARE TO BE 8" ABOVE COUNTER TOP TO

CENTER OF RECEPTACLE.

KEY NOTES =1

~wpnE

o o

NEW WEATHER PROOF GFI RECEPTACLE.

RE-USE EXISTING DISCONNECT SWITCH.

NEW AC COMPRESSOR LOCATED ON NEW SLAB.

EXISTING PANEL - HIRSCH ACCESS CONTROL SURFACE MOUNTED (New
Location) see note 2.

PANEL 313 A & B-MDP SURFACE MOUNT TO NEW LOCATION SHOWN.
REINSTALL EXISTING TO REMAIN FIRE ALARM DEVICE ON NEW WALL AT
PRIOR ELEVATION.

7. EXISTING FIRE ALARM DEVICES ON EXISTING WALLS REMAIN INSTALLED &

OPERATIONAL UNLESS OTHERWISE NOTED.

8. PROVIDE 2AV N.O. RELAY FOR CIRCUIT #8 120/1/60 FOR EF-1 (3), EF-2, EF-3,

EF-4, EF-5, JUNCTION BOX IN CEILING, INTERLOCK & ENERGIZE RELAY
WITH AHU-1 ON POWER STATUS.

LEGEND

@WP: DUPLEX RECEPTACLE OUTLET, GFCI ("Hospital Grade") 20A,

120V.. WALL MOUNTED AT 18" AFF U.O.N (Weather Proof)
GFlI

DUPLEX RECEPTACLE OUTLET, GFCI ("Hospital Grade") 20A,

GFI 120V.. WALL MOUNTED AT 18" AFF U.O.N

WALL MOUNTED AT 18" AFF U.O.N

PHONE OUTLET (Wall Mtd.), W/BACK BOX & EC STUBBED UP TO
4" ABOVE FINISHED CLG, INCLUDING DRAG LINE. MTG HGT 18"

@: DUPLEX RECEPTACLE OUTLET, ("Hospital Grade") 20A, 120V..
W
> AFF U.O.N. 1 VOICE CABLE 4PAIR UTP CAT 5.

DSJ DISCONNECT SWITCH

F FIRE ALARM PULL STATION

O FIRE ALARM STROBE

[ 1 PANEL BOARD - NORMAL POWER
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LIGHT FIXTURE SCHEDULE
Type Description Volts Lamps Mounting Basis of Design
A 8'x1 LED 120V LED Suspended Williams LLM Series
B 2'x4'" LED 120V LED Surface Williams HES Series
C 1'x 4" LED 120V LED Surface Williams HES Series
D Exit Sign LED 120V LED Surface Lithonia Quatum Series, white housing, red letters
E Exit Sign LED W/2 emergency lights 120V LED Surface Lithonia Quatum Series, white housing, red letters
KEY NOTES =
PANELBOARD SCHEDULE
Panel: VIPHIW: 120/208V, 3P, 4W Location:  gyilding 313B
313BMDP  |AMPS: 200 EncIosyre: Nema 1
AIC: 10,000 Mounting:  Recessed
Pole CB LOAD (KVA) CB POLE
No. | (Amps) Description LOAD | PH LOAD Description (Amps) | No.
1 20 Kitchen Recep A Kitchen & Bath 20 2
3 20 North Wall South Wall 20 4
5 20 Bath Bath & Mechanical 20 6
7 Exhaust Fans (120V) 20 8
9 10
11 12
13 14
15 16
17 18
19 20
21 20 Lighting Lighting 20 22
23 20 Lighting 24
25 26
27 28
29 30
31 32
33 34
35 36
CO NSU LTANTS ARCH |TECTS Drawing Title Project Title Project Number .
Light Fixture & Panelboard Schedules  |[Building 313B - Daycare Renovation 613-13-126 Office of
Building Number COﬂS'[I‘UC'[IOI’]
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Approved: Project Director Location Drawing Number M anaoem ent
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LEG E N D (ALL SYMBOLS MAY NOT BE UTILIZED ON EVERY SHEET)

FIRE ALARM GENERAL NOTES

SPRINKLER GENERAL NOTES

FIRE ALARM / MNS INPUT-OUTPUT MATRIX

[P
[}

@B E OO QR 6

®
@

HEAT DETECTOR

FIRE ALARM STROBE

SMOKE DETECTOR

EGRESS CAPACITY

SPEAKER - WALL MOUNTED, WEATHERPROOF

SPEAKER - CEILING MOUNTED

FIRE ALARM PULL STATION.

DUCT SMOKE DETECTOR

NOTIFICATION APPLIANCE CIRCUIT PANEL

FIRE EXTINGUISHER CABINET

ORDINARY HAZARD GROUP 1 CLASSIFICATION

MASS NOTIFICATION TEXT SIGN

TRAVEL PATH & DISTANCE

COMMON PATH OF TRAVEL

1-HR RATED FIRE BARRIER

2-HR RATED FIRE BARRIER

EXISTING FLOW SWITCH TO REMAIN

EXISTING TAMPER SWITCH TO REMAIN

EXISTING INSPECTORS TEST AND DRAIN

EXISTING RISER TO REMAIN

COMBINATION SPEAKER/STROBE - WALL MOUNTED

COMBINATION SPEAKER/STROBE - CEILING MOUNTED

SPRINKLER PIPE AND HEAD TO BE REMOVED

EXISTING ZONE CONTROL ASSEMBLY TO REMAIN

1.

APPLICABLE CODES AND STANDARDS: THE PROJECT
INSTALLATION MUST SATISFY THE FOLLOWING CODES AND
STANDARDS USING THE MOST STRINGENT REQUIREMENT WHEN

THERE IS A CONFLICT BETWEEN THEM:

NATIONAL FIRE PROTECTION ASSOCIATION (NEPA)

NFPA 13, INSTALLATION OF SPRINKLER SYSTEMS (2010 EDITION)

NFPA 70, NATIONAL ELECTRIC CODE (2008 EDITION)

NFPA 72, NATIONAL FIRE ALARM AND SIGNALING CODE (2010

EDITION)

NFPA 101, LIFE SAFETY CODE (2009 EDITION)

UPON ANY REPROGRAMMING OF THE FIRE ALARM CONTROL
PANEL, CONTRACTOR SHALL ENSURE THAT THE SEQUENCE OF
OPERATIONS HAS BEEN MAINTAINED.

ABBREVIATIONS

AUTONOMOUS CONTROL UNIT

ACU FIRE ALARM CONTROL PANEL
FACP FIRE EXTINGUISHER CABINET
FEC FIRE PUMP

FP FLOW SWITCH

FS FIRE STAND PIPE

FSP FIRE HOSE VALVE

FHV ZONE CONTROL ASSEMBLY
ZCA GALLONS PER MINUTE

GPM MASS NOTIFICATION SYSTEM
MNS POUNDS PER SQUARE INCH
PSI SIGNALING LINE CIRCUIT

SLC TAMPER SWITCH

TS

POUNDS PER SQUARE INCH

SPRINKLER HYDRAULIC INFORMATION

WATER SUPPLY INFORMATION

STATIC (PSI):

RESIDUAL (PSI):

FLOW (GPM):

DATE OF TEST:

LOCATION OF TEST:

PERFORMED BY:

10.

11.

SPRINKLER SYSTEM SHALL BE INSTALLED IN ACCORDANCE WITH
NFPA 13, UFC 3-600-01 AND UFC 3-600-10N.

PROVIDE QUICK RESPONSE WET-PIPE SPRINKLERS IN ALL AREAS.
SPRINKLERS FOR GENERAL AREAS SHALL BE 165 DEG F RATED
QUICK RESPONSE TYPE. MAXIMUM COVERAGE AREA PER
SPRINKLER IN LIGHT HAZARD AREAS SHALL NOT EXCEED 225 SQ
FT AND FOR ORDINARY HAZARD AREAS 130 SQ FT.

THE MODIFICATIONS TO THE SPRINKLER SYSTEM SHALL BE
HYDRAULICALLY CALCULATED FOR LIGHT HAZARD OCCUPANCY
UNLESS OTHERWISE INDICATED. CONTRACTOR SHALL UTILIZE A
REMOTE DESIGN AREA OF 3000 SQ.FT, HOSE STREAM
ALLOWANCES OF 250 GPM, AND A DURATION OF 60 MINUTES.
SPRINKLERS IN STORAGE SPACES, MECHANICAL SPACES AND
OTHER ORDINARY HAZARD GROUP 1 SPACES SHALL BE
HYDRAULICALLY DESIGNED TO PROVIDE 0.15 GPM/SQ FT OVER THE
AFFILIATED REMOTE 3000 SQ FT PLUS A 500 GPM HOSE STREAM
ALLOWANCE IN ACCORDANCE WITH UFC 3-600-01.

QUICK RESPONSE SPRINKLER DESIGN AREA REDUCTIONS ARE
PERMITTED [UFC 3-600-01, 4-2.3.3.3]

SPRINKLER WATERFLOW INFORMATION PROVIDED IS FOR BIDDING
PURPOSES ONLY. CONTRACTOR SHALL SECURE OR PERFORM
WATERFLOW TEST DATA TAKEN FROM FIRE HYDRANTS NEAREST
TO THE SITE FOR USE IN HYDRAULIC CALCULATIONS.
COORDINATE WITH ANY EXISTING OR NEW MECHANICAL,
PLUMBING, ELECTRICAL AND STRUCTURAL DRAWINGS TO AVOID
CONFLICTS OF THE NEW SYSTEM.

ALL AUTOMATIC SPRINKLER HEADS, PIPE FITTINGS, HANGARS,
CONTROL VALVES AND MANUAL CONTROL VALVES SHALL BARE
THE FACTORY MUTUAL OR UNDERWRITER'S LABORATORY
APPROVAL AND BE APPROVED BY THE NAVFAC TECHNICAL
REPRESENTATIVE.

ALL PIPING SHALL BE MINIMUM SCHEDULE 40. REDUCTION TO
SCHEDULE 10 IS NOT PERMITTED REGARDLESS OF WHETHER
WATER QUALITY EVALUATION SUPPORTS THE OPTION. [UFC
3-600-01, 4-2.3.2]

PROVIDE AUXILIARY DRAINS FOR BELOW DUCT SPRINKLERS AND
OTHER TRAPPED SECTIONS.

ALL SPRINKLER PIPING SHALL BE PAINTED RED.

FIRE ALARM INPUT
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MANUAL PULL STATION

AUTOMATIC SPRINKLER FLOW SWITCH

AUTOMATIC SPRINKLER SYSTEM TAMPER SWITCH

FACU CIRCUIT FAULT (OPEN, GROUND, SHORT)

SMOKE DETECTOR

OTHER TROUBLE CONDITION

PRIMARY AC POWER LOSS

DUCT SMOKE DETECTOR

FIRE PUMP RUNNING

MASS NOTIFICATION INPUT

ACU EMERGENCY LIVE PAGING

ACU EMERGENCY PRE-RECORDED MESSAGE SELECT

ACU NON-EMERGENCY PRE-RECORDED MESSAGE SELECT

ACU PRE-RECORDED "ALL CLEAR"

1

WIDE AREA MNS NON-EMERGENCY MESSAGE BROADCAST 2

WIDE AREA MNS EMERGENCY MESSAGE BROADCAST '

NON-EMERGENCY LIVE PAGING

DOD TELEPHONE SYSTEM NON-EMERGENCY PAGING

GENERAL: CONTRACTORS SHALL BE RESPONSIBLE TO ENSURE MNS AND FA PRIORITIES ARE PROGRAMMED IN ACCORDANCE WITH FIRE MARSHALL GUIDELINES.

EMERGENCY MNS MESSAGES (LIVE & PRE-RECORDED) SHALL TEMPORARILY OVERRIDE FIRE ALARM AUDIBLE EVACUATION AND DISABLE STROBES.

” PRE-RECORDED MNS MESSAGES SHALL REPEAT FOR 10 MINS OR UNTIL MANUALLY RESET.

* "ANNOUNCEMENT" MESSAGE ON TEXT SIGNS SHALL STAY ILLUMINATED FOR 10 SEC BEYOND THE END OF THE MESSAGE.

+ SUPERVISORY CONDITION ONLY OCCURS WHEN MNS SYSTEM IS OVERRIDING FIRE ALARM EVACUATION (ALARM CONDITION).
= ACTIVATION OF DUCT SMOKE DETECTOR SHALL SHUNT TRIP THE FAN MOTOR UNIT OF ANY ASSOCIATED AIR HANDLING UNIT

GENERAL NOTES

1. HAZARDOUS MATERIALS ARE PRESENT IN PROJECT SCOPE. REFER SPECIFICATIONS DIVISION 02 FOR DIRECTION ON ABATEMENT, CONTAINMENT AND DISPOSAL REQUIREMENTS.

2. BOTH SPRINKLER AND FIRE ALARM SYSTEMS ARE NOT PERMITTED TO HAVE AN OUTAGE FOR MORE THAN AN HOUR BEFORE STARTING WORK. THE FIRE ALARM AND SPRINKLER SYSTEM SHALL BE RESTORED WITHIN AN HOUR OF

COMPLETION OF WORK. THE CONTRACTOR CANNOT LEAVE THE CONSTRUCTION SITE UNPROTECTED. THE SPRINKLER SYSTEM SHALL BE FILLED WITHIN AN HOUR OF COMPLETION OF WORK.

3. THE FIRE ALARM CONTRACTOR IS RESPONSIBLE FOR TESTING ALL MODIFICATIONS TO THE FIRE ALARM SYSTEM.

4. ALL REQUIRED OUTAGES OF THE SPRINKLER AND FIRE ALARM SYSTEM SHALL BE COORDINATED THROUGH THE CONTRACTING OFFICER NOT LESS THAN 15 WORKING DAYS IN ADVANCE. THE GOVERNMENT WILL PROVIDE THE REQUESTED
OUTAGE AND ASSOCIATED RESTORATION OF SPRINKLER OR FIRE ALARM SYSTEM. THE GOVERNMENT WILL IDENTIFY TO THE CONTRACTOR WHAT PIPING/CIRCUITS HAVE BEEN TAKEN OUT OF SERVICE ONCE THE OUTAGE HAS BEEN MADE.
THE GOVERNMENT WILL NOT DRAIN OR REFILL SPRINKLER PIPING AS PART OF AN OUTAGE. THIS WORK SHALL BE PERFORMED BY THE CONTRACTOR. OUTAGES DO NOT INCLUDE CONNECTION OF NEW WORK TO EXISTING SPRINKLER PIPING,

CONNECTION OF NEW FIRE ALARM DEVICES, AND/OR WIRING TO EXISTING SYSTEMS, OR PROGRAMMING CHANGES NECESSARY TO ACCOMMODATE NEW WORK

5. THE CONTRACTOR AND HIS SUBCONTRACTORS ARE PRESUMED TO HAVE INSPECTED THE SITE AND TO BE FAMILIAR WITH THE CONTRACT DOCUMENTS AND ALL APPLICABLE REQUIREMENTS AND CONDITIONS AFFECTING THE PROJECT.

FAILURE TO INSPECT THE SITE OR TO FULLY EXAMINE THE CONTRACT DOCUMENTS WILL NOT RELIEVE THE CONTRACTOR FROM ANY OBLIGATION RELATED TO THIS WORK.

6. MATERIALS AND WORKMANSHIP SHALL CONFORM TO APPLICABLE REQUIREMENTS OF THE INTERNATIONAL BUILDING CODE (IBC), NATIONAL FIRE PROTECTION ASSOCIATION (NFPA),) AND ANY REGULATIONS OF FEDERAL, STATE OR LOCAL
AGENCIES HAVING JURISDICTION. THE CONTRACTOR SHALL NOTIFY THE CONTRACTING OFFICERS TECHNICAL REPRESENTATIVE (COTR) IF ANY ISSUES ARISE REGARDING COMPLIANCE WITH APPLICABLE CODES AND REGULATIONS.

7. A FIRE WATCH, AT CONTRACTOR’S COST, WILL BE CONDUCTED CONTINUOUSLY THROUGHOUT THE DURATION OF THE OUTAGE IN ALL AREAS AFFECTED BY THE OUTAGE. FINDINGS/COMMENTS WILL BE DOCUMENTED HOURLY ON FIRE
WATCH FORMS PROVIDED BY THE VAMC FIRE PREVENTION DIVISION. DOCUMENTATION OF FINDINGS WILL BE MADE AVAILABLE TO THE VAMC FIRE DEPARTMENT OFFICIALS UPON THEIR REQUEST. IN THE EVENT OF ANY FIRE/SMOKE

EMERGENCIES DISCOVERED DURING THE FIRE WATCH, EMERGENCY NOTIFICATION WILL BE CONDUCTED IN ACCORDANCE WITH PROCEDURES PROVIDED BY THE COTR.

8. OVERNIGHT OUTAGES WILL NOT BE PERMITTED UNLESS WORK IS BEING DONE DURING THAT TIME PERIOD AND THE SPRINKLER/FIRE ALARM SYSTEM IS PUT BACK INTO SERVICE WITHIN AN HOUR FROM COMPLETION OF WORK. OUTAGES

SHALL BE LIMITED TO 8 HOURS INCLUDING TIME FOR DRAINING AND REFILLING.

9. FIRESTOPPING OF FIRE-RATED WALLS AND PARTITIONS: FOR ALL RATED WALLS SHOWN IN THE DESIGN AREA, ALL EXISTING AND NEW WALL PENETRATIONS OF RATED BARRIERS SHALL BE FIRESTOPPED WITH A FIRESTOPPING SYSTEM

HAVING A FIRE RESISTIVE RATING MATCHING THAT OF THE BARRIER PENETRATED.

FIRE SPRINKLER CONCEPTUAL RISER DIAGRAM

SCALE: NONE
APPROXIMATED PIPE FITTINGS
8" FITTINGS: TEE, EL
6" FSP—5 'EE, TEE
6”7 FSP—10 EL, TEE
6" FSP—-9 EL, TEE, 45E, 45F, EI
4”7 FSP-5 L, EL, EL
47 FSP—10 EL, EL. EL
47 FSP-9 EL, El
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